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FOREWORD 

The information contained in this book is essentially 
that presented in a ser ies of lectures given in August 1961. 
Those lectures were for the purpose of giving Junior Reactor 
Operators a qualitative understanding of reac tors . Mr. E. G. 
Greenman attended these lectures , as a student, and subse
quently undertook the task of transforming his lecture notes 
into this book. He was assis ted in this effort by his col
league, Mr. W. O. Flurkey. 

Staff members of the Reactor Operations Division 
who prepared the original ser ies of lectures a re : J. A. 
Beidelman, J. H. Norman, E. R. Stansberry and J. H. Talboy. 
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BASIC NUCLEAR AND REACTOR INFORMATION 
FOR THE REACTOR OPERATOR 

Edited by 

E. G. Greenman 

INTRODUCTION 

The typical r e sea rch reactor exists to provide a source of radiation 
for scientific purposes and serves as a valuable proving ground for advanc
ing reactor technology. The pr imary functions of the reactor operator must 
be the safe, efficient operation and maintenance of the various reactors and 
their components. An operator must be proficient in the normal routine 
operation of the reactor and also exhibit an active interest in reactor safety, 
economy, and efficient operation. 

Operating a reactor competently requires complete understanding of 
all piping and valves for every system supplying the reactor . Nuclear in
struments also require much study. The operator must understand the basic 
principles of the varied types of measuring devices and be able to locate all 
points at which measurements are made. Conditions often develop during 
normal operation that require immediate operator attention, and only com
plete knowledge of the reactor will enable the operator to cope with these 
situations. Individual proficiency and alertness will prevent needless loss 
of r e sea rch time due to unscheduled reactor shutdowns. 

All existing emergency procedures should be studied until they be
come automatic. As a member of a reactor team, safety of both reactor 
and personnel may depend upon the ability of the operator to do his job 
should an emergency condition ever a r i se . 

Health Physics personnel are assigned to each reactor . Standard 
operating procedures have been established for the insertion and removal 
of experimental samples and for the handling of contaminated mater ia l s . 
An understanding of the functions and problems of the health physicist will 
enable the operator to do a better job. 

It is hoped that this book will answer some of the questions that new 
personnel may have and provide impetus for further study. Every facet of 
reactor design, construction, and operation exists for a specific purpose. 
The understanding and application of these governing principles will lead 
to the development of good reactor operators , and enable them to cope with 
some of the many problems encountered in the reactor field. 
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CHAPTER I 

THE FISSION PROCESS AND THE CHAIN REACTION 

1.0 Spontaneous and Induced Fission 

Within the confines of a reactor vessel will be found an active core 
in which fission occurs and in which a controlled fission chain reaction 
may be sustained. The t e rm fission, li terally speaking, means to split or 
break apart . Biologists originally spoke of fission in reference to the split
ting or regeneration of cellular s t ruc tures . In nuclear fission, the process 
involves a splitting of the nuclei of various isotopes, with an attendant en
ergy re lease . When a neutron is absorbed by a uranium or other fuel 
nucleus, there is a finite probability that this nucleus will split into two or 
more fragments. This process is res t r ic ted to heavy nuclei. In general , 
a nucleus will be too stable to suffer fission unless its isotopic mass is 
greater than the total mass of the part icles into which it might be 
subdivided. 

Fiss ion may be spontaneous or it may be tr iggered by a subatomic 
part icle , such as the neutron. The examination of one gram of natural 
uranium shows that approximately 25 nuclei undergo spontaneous fission 
every hour without the influence of any outside source. In neutron-induced 
fission, however, a nucleus of the appropriate type captures or absorbs a 
neutron. The resultant highly excited and unstable nucleus then splits into 
two or more pieces called fission fragments. 

1.1 The Moderation Process 

The neutrons in a nuclear reactor are not all of the same energy, 
but a re distributed over a velocity range that extends from very slow to 
very fast neutrons. Fas t neutrons a re continually being produced by the 
nuclear fissions occurring within the reactor and slow neutrons are 
steadily being removed by absorption processes that lead to further fis
sioning and the creation of new fast neutrons. To compensate for the steady 
loss of slow neutrons through absorption and other losses , fast neutrons 
must be slowed down rapidly and efficiently to replenish the supply of slow 
neutrons. This process is called "moderation" or "thermalization." 

The rapid transformation of fast neutrons to slow neutrons is ac 
complished by a moderation mater ia l or moderator that is incorporated 
in the reactor . The presence of a suitable moderator effects a slowing 
down of the fast fission neutrons by elastic collisions between the moder
ator nuclei and the neutrons until the average kinetic energy of the neutrons 
is somewhere near the energy of the moderator molecules (see Figure 1.0). 

When a thermal equilibrium has been established between neutrons 
and the moderating mater ia l , the neutrons are said to be thermalized or 
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are called thermal neutrons. It 
is the slow or thermal neutron 
that is readily absorbed by the 
U"^ nucleus in undergoing fission. 

O The choice of a suitable 
moderating mater ia l is deter
mined by the consideration that 
its scattering cross section 
should be much larger than its 
absorption cross section in order 
to allow the colliding neutrons to 
reach thermal energies rapidly 
and to decrease the chance of 
their being absorbed. The cross 

section for any reaction is a measurement of the probability of the occur
rence of that reaction under certain prescribed conditions. Thus, we speak 
of a scattering cross section when referring to a nuclear scattering proc
ess, an absorption cross section when dealing with absorption processes , 
and a fission cross section when considering nuclear collisions that lead 
to the fission of a nucleus. 

Fig. 1.0. Moderation of Neutrons 
by Elastic Collisions 

1.2 Fissionable Isotopes 

The two nuclides to be considered in this discussion are uranium-
235 and plutonium-239. These isotopes are abbreviated as 92U '̂̂  and 
^^Pu^-", respectively. The letter symbols represent the names of the iso
topes. U is the chemical symbol for uranium and Pu the symbol for plu
tonium. The subscript in the symbol is called the atomic number and 
represents the total number of positive charges within the nucleus of one 
particular atom of the species. It is these positive charges or protons 
that determine many of the chemical characteris t ics of any element. The 
superscript is called the atomic weight or atomic mass and signifies the 
total number of particles, i.e., the number of protons and neutrons within 
the nucleus. From the foregoing description it may be seen that each atom 
of uranium-235 contains 92 protons, and a total of 235 protons and neutrons; 
also, that each plutonium-239 atom contains 94 protons and a total of 
239 protons and neutrons. 

Consider qjU ,U^ and 92U"*, all isotopes of uranium. It is 
apparent that these three isotopes all have the same atomic number and 
differ only in the total number of particles within the nucleus. Isotopes 
then, are species of elements having the same atomic number, and hence 
the same chemical properties, but different atomic weights. Hence, all 
isotopes with atomic number 92 are called uranium. This principle holds 
true in the naming of all isotopic forms of any element. 
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Natural uranium is composedof 0.0055 per cent uranium-234, 
99.27 per cent uranium-238, and 0.72 per cent uranium-235. Uranium-235 
is readily fissionable when it captures slow neutrons. This isotope com
pr i ses much of the nuclear fuel in reac tors such as CP-5 , Janus, and Jug
gernaut. The fuel used in these reactors contains approximately 93 per 
cent uranium-235 and is said to be "fully enriched." Although the process 
of obtaining a high concentration of the isotope is involved and relatively 
expensive due to the small percentage present in natural uranium, concen
tration of this isotope becomes necessary , as the other uranium isotopes 
a re not fissionable by the capture of slow neutrons. 

In a core with uranium-235 as fuel, reactions of the following type 
occur: 

„U"= + on' - (,2U"') - X + y , (l.a) 

where QU' is a slow neutron, and x and y are pr imary fission fragments. 
The uranium-236 isotope, in most cases , exists only momentarily prior to 
the formation of the fission fragments x and y. 

1.3 Production of Plutonium 

Plutonium-239 does not occur naturally, but must be artificially 
made. This isotope is fissionable by slow neutrons, and although at present 
there are few operating plutonium reac tors , the isotope will very likely be 
more commonly used as fuel in the near future. Plutonium-239 is currently 
important in reac tors using fuel rich in uranium-238. The plutonium prod
uct, capturing neutrons, causes reactor character is t ics to change with t ime. 

Examine the action of a fast neutron on uranium-238 (see Equa
tion l.b below). The nucleus captures or absorbs the neutron and is t r an s 
formed into uranium-239 accompanied by the emission of a gamma ray. 
One neutron in the newly formed uranium-239 will change spontaneously 
into a proton, and a beta part icle will be emitted. Half of all uranium-239 
present at a given time will be converted into neptunium-239 in 23.5 min 
(see Equation l .c below). The time that it takes for one-half of the or ig
inally present nuclei to transform themselves is called the half-life. One 
neutron in the neptunium isotope changes into a proton, and the nucleus is 
t ransformed into plutonium-239 with the emission of a beta part icle (see 
Equation l.d below). The half-life of neptunium-239 is 2.33 days. 

„U"» + on' - , 2 U " ' +7 (gamma) (l.b) 

^^U"9 Decays „,Np"^ + jS (beta) (l.c) 

ĵNp239 Decays , ,Pu"^ + /3 (beta) (l.d) 
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The hal f - l i fe is a m e a s u r e of the t i m e r e q u i r e d for o n e - h a l f of a 
given s a m p l e to be t r a n s f o r m e d by decay. It m a y be def ined as the t i m e 
r e q u i r e d for the r ad ioac t iv i ty of a given amoun t of an e l e m e n t to d e c a y to 
one-hal f i ts in i t i a l va lue . If we had s t a r t e d at a p a r t i c u l a r t i m e , wi th 16 gm 
of nep tun ium-239 , at the end of 2.33 days we would have 8 g m of the o r i g i 
nal e l emen t , and 8 gm of p lu ton ium-239 . The in i t i a l n e p t u n i u m n u c l e i each 
had 93 p ro tons and 146 n e u t r o n s . (The a tomic weight m i n u s the a t o m i c 
n u m b e r equals the number of neutrons.) The b e t a - d e c a y i n g n u c l e i f o r m e d 
a p roduc t with 94 p ro tons but only 145 n e u t r o n s . The m i s s i n g n e u t r o n 
changed to a proton, an e l ec t ron , and a n e u t r i n o . 

At th is point, we might br ief ly c o n s i d e r the p o s s i b i l i t y of us ing 
plutonium as a m e a n s of c r ea t ing addi t ional f i s s ionab le m a t e r i a l wi th in a 
r e a c t o r . Let us examine a r e a c t o r whose fuel c o n s i s t s of one p e r cen t 
u r a n i u m - 2 3 5 and 99 pe r cent u r a n i u m - 2 3 8 . Th i s combina t i on of fuel i s 
s o m e t i m e s r e f e r r e d to as "s l ight ly en r i ched . " P l u t o n i u m i s o t o p e s a r e 
gene ra t ed as follows: The U^^^ nucle i unde rgo f i s s ion , l i b e r a t i n g f r e e neu
t r o n s in the p r o c e s s . Some of t he se n e u t r o n s a r e c a p t u r e d by the U 
nuc le i , and through the i n t e r m e d i a t e p r o c e s s e s c r e a t e P u " ' , which , as 
p rev ious ly s ta ted , is a f i s s ionable i so tope . Dur ing e a r l y s t a g e s of i r r a d i a 
tion, n e u t r o n s cap tu red by U"* to c r e a t e Pu^^' c o m e a l m o s t e n t i r e l y f rom 
U"^ f iss ion. After a t ime , the U"^ b u r n s up and P u " ' bu i lds up, so m o r e 
and m o r e of the to ta l n u m b e r of n e u t r o n s within the r e a c t o r wi l l be g e n e r 
ated f rom f iss ion of the P u " ' . A m a x i m u m point i s r e a c h e d in Pu^ ' con
cen t r a t ion when the plutonium is being f o r m e d at a r a t e equa l to tha t at 
which it is being used as fuel. 

1.4 F i s s i o n Yield of U r a n i u m - 2 3 5 

MASS NUMBER 

Fig . 1.1. S low-neut ron F i s s i o n 
Yield Curve for U"^ 

U r a n i u m - 2 3 5 wi l l unde rgo f iss ion 
when b o m b a r d e d by slow o r t h e r m a l neu
t r o n s ; n e u t r o n s of h i g h e r e n e r g i e s wil l 
a l so p roduce f i s s ion . It i s s igni f icant 
that the nuc l eus does not sp l i t into two 
equal ha lves and a l so tha t it does not a l 
ways f i s s ion into the s a m e f r a g m e n t s . 
The u r a n i u m - 2 3 5 n u c l e i a r e c apab l e of 
forming m o r e than 40 d i f fe ren t i so topes . 
A g r e a t deal of w o r k h a s been done 
t owards the iden t i f i ca t ion of t h e s e v a r i 
ous p r o d u c t s , and a curve of the f i s s ion 
yield ( s ee F i g u r e 1.1) has been 
e s t a b l i s h e d . 

The f i s s ion y i e ld is defined as 
the p e r c e n t a g e of n u c l e a r f i s s i o n s y i e ld 
ing p r o d u c t s of a given m a s s n u m b e r . 
The m a s s n u m b e r r a t h e r than the a tomic 
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number is plotted, as these fragments, or fission products, a re highly 
radioactive and subject to decay. This means that the atomic numbers of 
these products will change with t ime, whereas the mass numbers for the 
most par t remain unaffected, such as the formation of uranium-239 into 
neptunium-239 as described by Equation ( l .c) . The atomic weight or mass 
number remains constant, but the atomic number increased from 92 to 93. 

When a curve of the type shown in Figure 1.1 is prepared, it states 
basically that, for a given number of fissions, a certain probability exists 
for fission products of a part icular mass number to be formed. In exarn-
ining this curve, it is apparent that the fission products may be divided-
into two main groups. The first is a "light" group with mass numbers 
ranging from 85 to 104, and the second is a " heavy" group with mass num
bers of 130 to 149. If we were experimentally to sample all of the fission 
products contained in a reactor using enriched uranium-235 as fuel, a 
distribution following this fission yield curve would result . 

1.5 Important Fission Products 

Certain of the fission products formed within reac tors have a defi
nite effect on reactor charac te r i s t i cs , whereas others , due to various prop
er t ies , serve as guides in providing operating personnel with a tangible 
picture of events taking place within the reactor vessel and core regions. 

Consider xenon-135. This isotope is formed pr imari ly from the 
beta decay of te l lur ium-135. As a resul t of this decay process , which 
takes place with a definite half-life, xenon-135 continues to form in con
siderable amounts, even after a reactor is shutdown. The isotope has a 
very high c ross section for neutron absorption and if a sufficient concen
tration is accumulated will terminate the chain reaction. This isotope acts 
as a paras i te , absorbing neutrons which would otherwise be used to sustain 
the fission chain. 

A reactor must not be shut down during normal running periods for 
too long a t ime or the presence of xenon-135 may poison the chain reaction. 
If this happens, it will be necessary to wait some hours for the xenon-135 
to decay to a sufficient extent to permit startup. The peak in xenon-135 
concentration occurs approximately 11 hr after shutdown. As the amount of 
xenon-135 formed depends on the neutron intensity, this isotope causes 
considerable problems in reac tors with very high neutron fluxes. Ulti
mately, the radioactive decay of the xenon-135 to cesium-135 will reduce 
the total concentration of xenon-135 to such a level that the reactor may 
be operated. 

Once a reac tor is operating and stable at a given power level, and 
the ra te of production of the xenon-135 isotope is equal to the rate of t r a n s 
formation into xenon-136 by slow-neutron capture, xenon-135 concentration 
will remain constant and the reac tor can continue to operate. 
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The fission products found within a reactor a re trernendously radio
active. In at least one stage of their development, almost all of the frag
ments exist in a gaseous phase, which enhances the possibility of escape 
For this reason, fuel sections are carefully clad and rigidly mspected. The 
cladding keeps these radioactive products inside the fuel element and pre 
vents radioactive contamination of reactor systems. 

Cesium-137 is a fission product that emits a charac ter i s t ic gamma 
ray which is easily detectable. Reactor systems, part icularly coolant 
lines, are often monitored for the presence of this isotope to detect the 
presence of a leak in the fuel clad. 

1.6 Energy Released from Fission 

In the fission of uranium, the sum of the masses of the fissioning 
uranium nucleus plus a neutron is greater than the sum of the masses of 
the fission products, x and y. The difference in mass has been converted 
into energy. The amount of energy released may be calculated through use 
of equation E = MC^, in which E is the energy in ergs , M is the mass lost 
in grams, and C is the speed of light, 2.99 x 10'° c m / s e c . It has been cal
culated that for each individual fission a mass of 3 x 10"^^ gm is lost. In 
considering this decrease, it should be apparent that only a very minute 
amount of matter is actually converted into energy. If it were possible to 
convert one gram of mass instantaneously into energy, the energy released 
would be tremendous. 

The energy released in fission appears in par t as kinetic energy or 
the energy of motion of the fission fragments. Fission products are charged 
and relatively heavy. They stop quickly in the metal of the fuel elements, 
and almost all of their kinetic energy is given up as heat energy. It r e 
quires 3.1 X lO'" fissions per second to produce energy at the rate of 
one watt. 

Fuel burnup is not to be confused with mass decrease . A reactor 
operating at one megawatt uses approximately one gram of uranium-235 
per day. This means that 2.56 x 10^' atoms have fissioned, but since only 
3 X 10"^^ gm is converted into energy per fission, the reactor actually con
verts 0.0008 gm into energy per megawatt day. The r e s t of the uranium 
used is converted into fission fragments, not energy, and hence is lost as 
far as being able to help sustain the reaction is concerned. Once uranium-
235 has undergone fission, most of the original mass is contained in the 
fission products. 

1.7 The Chain Reaction 

As a uranium-235 nucleus fissions, it emits neutrons in addition to 
the various fission products formed. The same number of neutrons is not 
always released from each fission. On the average, 2.47 neutrons will be 
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l iberated per fission. A fraction of a neutron is never released. Sometimes 
two and at other t imes three neutrons will be liberated in the fission proc
ess . Only one neutron is required to cause a uranium nucleus to fission, 
and, since each fission provides 2.47 neutrons on the average, it is seen 
that, under the cor rec t conditions, the original fission might cause further 
fissions. In a chain reaction, each nucleus must capture one neutron, 
undergo fission, and produce at least one neutron which causes the fission 
of another nucleus. When this occurs, a chain reaction will be sustained. 
The intensity of the chain reaction process will increase unless controls 
are applied so that of the 2.47 neutrons liberated per fission only one will 
give r i se to an additional fission. 

1.8 The Neutron Balance 

In theory, achieving a cr i t ical condition would seem to be relatively 
simple, but in pract ical application this is not the case. A reactor must be 
of finite size, and as a resul t some of the initial number of neutrons avail
able for fissioning escape from the reactor . 

In addition to the problem of reactor size, the heat energy arising 
from the fission fragments must be removed by coolants. Installation of 
coolant and other systems allows additional neutrons to escape through, or 
be absorbed by, s t ructura l mater ia ls of these components. A certain per 
centage of neutrons is absorbed by nuclei that do not undergo fission and 
this absorption resul ts in a further loss of available neutrons. All of these 
factors must be taken into consideration in the development of a condition 
where the neutrons produced, minus the neutrons escaping, minus nonfission-
producing neutron absorption, is equal to one. This means that after all 
these events occur, one neutron must still be left that will produce an addi
tional fission. 

1.9 Subcritical Multiplication 

A reactor has three distinct and separate conditions: subcrit ical , 
cr i t ical , and supercr i t ical . When a reactor is subcrit ical , the neutron 
balance is less than one, i .e. , less than one neutron per fission can cause 
another fission, and the reaction is not self-sustaining. Consider a sub-
cr i t ical reac tor having either an external or internal source of neutrons. 
This s t ream of neutrons encounters uranium-235 nuclei and some fission 
occurs . These fissions yield a multiplication of the number of neutrons 
from one generation to the next. 

In a reactor , if the neutron-balance equation yields a number that is 
less than one, such as 0.9, from generation to generation, the number of 
neutrons available to produce the next generation will be less than those 
which made the preceding generation; the reactor is then subcrit ical. If 
the neutron-balance equation yields a number greater than one, the r e 
actor is supercr i t ica l , and if the number is just equal to one, the reactor 
is cr i t ica l . 
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When a r e a c t o r i s s t ab l e at any power l e v e l , r e g a r d l e s s of wha t the 
power l eve l migh t be , the n e u t r o n - b a l a n c e n u m b e r m u s t be equa l to o n e . 
T h i s n u m b e r is ca l l ed the mu l t i p l i c a t i on f ac to r o r k, and b a s i c a l l y m e a n s 
the mu l t i p l i c a t i on of n e u t r o n s f r o m one g e n e r a t i o n to the nex t . R e a c t o r s 
a r e c o n t r o l l e d by modifying the va lue of k. To a t t a in a s u b c r i t i c a l c o n d i 
t ion , m o v a b l e n e u t r o n a b s o r b e r s a r e i n s e r t e d into the r e a c t o r c o r e to 
d e c r e a s e mu l t i p l i ca t i on , making k l e s s than one . To r e a c h c r i t i c a l i t y , 
s o m e of t h e s e a b s o r b e r s a r e r e m o v e d f r o m t h e i r p r o x i m i t y to the c o r e , 
unt i l k i s equa l to one. To o p e r a t e at a c e r t a i n power l e v e l m o r e a b s o r b 
e r s a r e r e m o v e d unt i l k b e c o m e s g r e a t e r than one . When th i s h a p p e n s , 
the n u m b e r of f i s s ions i n c r e a s e s , and the power r i s e s . Once the d e s i r e d 
l eve l i s r e a c h e d , k i s aga in r e d u c e d to one, and the r e a c t o r m a y be m a i n 
t a ined at a s t ab le c r i t i c a l l eve l for as long a s m a y be d e s i r e d . It m i g h t be 
c r i t i c a l , at 10 kw o r 10 Mw, but k would s t i l l equa l one , in e i t h e r c a s e . 

1.10 Approach to C r i t i c a l 

The mul t ip l i ca t ion fac tor k m a y be a l t e r e d by the add i t ion or s u b 
t r a c t i o n of fuel. If fuel i s added, m o r e nuc l e i a r e p r e s e n t to u n d e r g o f i s 
sion, and k wil l be i n c r e a s e d . When a r e a c t o r i s loaded wi th fuel , the 
f i s s ionab le m a t e r i a l i s ca re fu l ly i n t roduced in s m a l l q u a n t i t i e s wh i l e 
m e a s u r e m e n t s a r e m a d e to d e t e r m i n e the va lue of k. 

C o n s i d e r a s o u r c e , e i the r e x t e r n a l or i n t e r n a l , y i e ld ing s n e u t r o n s 
per second. If the r e a c t o r i s s u b c r i t i c a l , k, by def in i t ion , i s l e s s than one. 
Le t N be the n u m b e r of n e u t r o n s in the c o r e . B e f o r e any g e n e r a t i o n occu r s 
the r e a c t o r con ta ins s n e u t r o n s . T h e s e n e u t r o n s e n c o u n t e r fuel and a r e in
c r e a s e d by the mul t ip l i ca t ion factor k. We now have s + ks n e u t r o n s after 
the f i r s t gene ra t ionof f i s s i ons . T h e s e n e w b o r n ks n e u t r o n s a l s o encounte r 
fuel and a r e i n c r e a s e d by k to f o r m k^s n e u t r o n s . T h i s p r o c e s s cont inues 
through a l l g e n e r a t i o n s and may be e x p r e s s e d as fo l lows : 

Ni = ks ( l . e ) 

Na = s + ks ( l . f ) 

N3 = s + ks + k^s ( l .g) 

N = s + ks + k^s + . . . kJs ( l .h) 

The r e l a t i o n s h i p be tween n e u t r o n s , a r i s i n g f r o m both s o u r c e and 
f i ss ion , and the mul t ip l i ca t ion fac to r m a y be e x p r e s s e d in t e r m s of the 
s u b c r i t i c a l mul t ip l i ca t ion equat ion. T h i s equa t ion is d e r i v e d a s fo l lows: 

N = s ( l +k + k2 . . . kJ) . ( l . i ) 

Now, 
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(1 + k + k H ... kJ) 
1 - k 

if k < 1 ( l . j ) 

Accordingly, 

N = 
1 

(l.k) 

In adding fuel to a reactor , we must locate the point at which the reaction 
ceases to be subcritical, and becomes just cri t ical . The subcritical mul
tiplication equation may be written in the form 

s 
N 

1 - k 

When a reactor is cri t ical , k is equal to one; therefore, 

N 

This means that N, or the number of neutrons after j generations, must 
be extremely large and approaching infinity, if s/N is to be equal to zero. 
Advantage may be taken of this fact to construct a revealing plot. 

When no uranium is in a reactor , the only neutrons present are 
source neutrons. These neutrons are counted by electronic instruments 

prior to the initial fuel loading. As fuel is 
added, N is increased due to multiplication. 
Further neutron counts are made with each 
fuel addition, and a curve such as i l lustrated 
in Figure 1.2 is plotted from these points. 
After several points have been established, it 
is possible to approximate the point where 
enough uranium is present to make s/N = 0. 
This point is the total amount of fuel required 
for a cri t ical mass . 

WEIGHT OF U^-

Fig. 1.2 

Typical Determination 
of Crit ical Mass of U"^ A curve of this nature is very important 

in setting a limit to the amount of fuel loaded in
to a reac tor . Par t icular attention must also be directed to the role of the 
source neutrons in this operation. These neutrons must be of sufficient in
tensity to be monitored and counted by reactor instruments. If the source 
neutrons are too few to yield a valid factor for the plot, it might be possible 
to add too much fuel. 

A reactor such as CP-5 contains a built-in source within the spent 
fuel elements. A spent element containing fission products is left in the 
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reactor and used for startup after fuel changes. The fission products with
in the fuel element emit gamma rays of high intensity and energy which 
displace neutrons from the deuterons in the molecules of the heavy water. 
These displaced neutrons are then available for fission. 

In a light-water reactor, neutrons may be liberated from an art if i
cially activated source such as antimony and beryllium. The activated 
antimony emits gamma rays of sufficient energy to displace some of the 
neutrons from the beryllium, which are then available for fission. 

1.11 Supercritical Behavior 

When a reactor is in a supercri t ical condition, k is grea ter than 
one, and the reactor power increases. The amount that k exceeds one is 
described as k excess or excess reactivity. As k excess is usually a very 
small number, and never very far from one, it is expressed in per cent. 
When k is equal to one, k excess equals zero. Thus, k excess may be ex
pressed as 

kex = k - 1 

Consider a simplified version of a reactor increasing in power. The 
equation describing the increase in power is 

kext 
Pf = Pi e ^ (1.1) 

where 

Pf = final reactor power, 

Pj = initial reactor power at any level, 

e = 2.718 

kex = k - 1, 

t = time, 

i = neutron lifetime or time between generations. 

The quantity k g ^ i is usually replaced by I / T . The symbol T is the letter 
"tau" of the Greek alphabet. If this symbol is used, the equation may be re
written in the form 

Pf = P i e t A . ( l . „ ) 

Assume that the reaction continues until t = T; then, 

Pf = 2.718 Pi . (l.n) 
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This means that the power at a given time t, will have been increased by a 
factor of 2.718 over the initial starting power. The time t is equal to T 
and is called the period. It is defined as the time required for a reactor to 
increase in power by a factor of e, or 2.718. 

The time required for a reactor to double its power level may also 
be calculated when the period is known: 

Doubling time = (0.693)(period) [l.o) 

If only the doubling time is known, the reactor period may be cal
culated from a different form of the same equation: 

Per iod = Doubling time/o.693 (l.p) 

1.12 Effect of Delayed Neutrons 

In writing a simplified po"wer formula such as Equation 1.1, it ^vas 
assumed that all of the fission neutrons were born instantaneously (that is , 
were prompt neutrons). This would mean that the neutron density and en
ergy output would increase with extreme speed and that automatic mechani
cal control devices might not be sufficiently rapid in halting a power r i se . 
Fortunately, a small percentage of neutrons are not released immediately 
in the fission process , but are born after a slight time delay. These de
layed neutrons, as they are called, are released from decaying fission 
products. In the case of uranium-235 fission, the delayed neutrons consti
tute a fraction 0.0068 of the total neutron population. 

PROMPT 
SUPERCRITICAL-

The power of a hypothetical reactor with prompt neutrons alone, 
supercr i t ical by a given amount, would increase approximately 8,000 times 

in an elapsed time of 3 sec. An 
actual reactor, dependent upon the 
delayed-neutron fraction, only in
creases in power by a factor of two 
during the same period when super
cri t ical by the same amount (see 
Figure 1.3). A relatively slow and 
gradual r i se in reactor power will 
occur as long as the amount of ex
cess reactivity does not exceed the 
delayed-neutron fraction. When the 
value of excess k is less than 
0.0068, each succeeding generation 

of neutrons must wait for the preceding generation of delayed neutrons to 
be born, before it may be completed, and the reactor is "delayed cri t ical ." 
Of course , when k excess exceeds the delayed-neutron fraction, each suc
ceeding generation of fissions no longer needs delayed neutrons to be 

Fig. 1.3. Effect of Delayed Neutrons 
on Power Increase 



completed and the power r ises rapidly. When a reactor becomes cr i t ical 
on prompt neutrons alone, it is said to be "prompt cr i t ical . 

Another contribution to the delayed-neutron fraction comes fronri an 
interaction of gamma rays from the fission P - t ^ * v b - " ^ ^ ^ 7 \ ^ ^ ^ ; r : : ^ ^ : 
heavy water and beryllium, causing neutrons to be '^^^^^'^^^^'J ^l"^^^' 
induced neutrons are called photoneutrons; as they also a re delayed, these 
contribute to the delayed-neutron fraction. In CP-5 , a ^ ^ ^ - y - ^ ; * ; ^ " . . _ . ^^ 
moderated reactor, the delayed-neutron fraction is approximately 0.0076 as 
compared with a delayed-neutron fraction of 0.0068 found m l^ght-water 
and graphite-moderated reactors . With increase in size of the delayed-
neutron fraction, each generation of neutrons must wait a little longer or 
the completion of the preceding generation. A beryll ium- or heavy-water-
moderated reactor is slower in response to reactivity changes than is a 
light-water- or graphite-moderated reactor. 

1.13 Temperature Coefficients 

Temperature plays an important role in the ability of a reactor to 
sustain a chain reaction. The effect of temperature enters through the so-
called "temperature coefficient." As a chain reaction proceeds, heat energy 
is produced. This heat energy causes expansion of reactor components, 
resulting in an actual increase of reactor size. As this occurs , fewer neu
trons escape from the system and additional neutrons are available for 
return to the core region. The additional neutrons, not lost through leakage, 
cause an increase in reactivity. 

The moderating medium becomes less dense as its tempera ture in
creases and fewer scattering centers are available per unit volume; conse
quently, the velocity of the moderated neutrons increases , as neutrons are 
not reduced in energy as efficiently at higher temperature ranges. Further
more, a moving moderator molecule cannot make a neutron which collides 
with it go any slower than the molecule is moving. Since the speed of the 
moderator molecules increases with temperature, neutrons moderated by a 
hot moderator are faster than those moderated by a cold moderator . Fast 
neutrons do not cause fission as well as slow neutrons, and so the r eac 
tivity decreases . The density change within the moderator also has a pos
itive effect upon reactivity. As the density decreases , the number of 
neutrons absorbed decreases, and more neutrons become available for 
fissioning, thus increasing reactivity. 

The various effects of temperature changes within a reactor should 
be balanced to insure that the net effect of a large temperature r i se will be 
a reactor shutdown. The negative temperature coefficient is the factor 
which, when multiplied by the temperature, yields a decrease in reactivity. 
In the event of a nuclear incident, accompanied by a sudden tempera ture 
r i se , a reactor with an inherent negative temperature coefficient will tend 
to shut itself down, thereby preventing damage to reactor components. 
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CHAPTER II 

REACTOR STRUCTURAL COMPONENTS 

To understand the problems involved in selecting and working with 
various reactor components, a general reactor scheme will be discussed. 
Reactors are usually closed systems, and the center or heart of the sys
tem is the reactor core. The fuel, located in the core, may consist of 
uranium, thorium, or plutonium. The combination of these elements will 
depend upon the specific design of the reactor; any or all may be present. 

As previously stated, this discussion is limited to the considera
tion of uranium-235 in a solid state. The fuel is generally in close prox
imity to or intermingled with moderating nnaterials, such as light or heavy 
water, beryllium, carbon in the form of graphite, or other suitable light 
elements. This moderating mater ia l is necessary to slow down fission 
neutrons to the required energies. The combination of fuel, moderator, 
and associated s t ructura l and clad mater ia ls will be referred to as the 
core. 

To remove heat from the reactor, a suitable heat transfer mater ia l 
is passed through the core. Gases, water, or liquid metals may be used, de
pending upon requirements of the system. Fur thermore , in some reactors 
the moderator itself may be passed through the core as a heat transfer 
mater ia l . 

A reflector is placed outside the core, which is used to conserve 
neutrons by "bouncing" them back into the core region. Surrounding the 
reflector is a biological shield which attenuates radiation coming from the 
core. This is usually a combination shield which attenuates both neutrons 
and gamma rays . 

Control rods a re located in the core or reflector regions and regu
late the reactor power level by controlling the rate of production of neu
trons. Basically, then, a nuclear reactor is a system consisting of a fuel 
containing fissionable material , a moderator, and heat-removal components 
in a geometric arrangement capable of sustaining a controlled chain reaction. 

2.0 Structural Form Versus Neutron Balance 

In choosing reactor s t ructural forms, mater ia ls , and integral com
ponents, part icular attention is directed to the neutron-balance equation. 
A sustained chain reaction depends upon the availability of a sufficient 
number of neutrons for the completion of each generation of fissions. The 
neutron, an electr ical ly neutral particle, is not electrostatically repelled 
as it approaches various types of nuclei, as are charged part ic les . A free 
neutron is susceptible to capture or absorption in the formation of compoLind 
nuclei; therefore, in reactor construction, compromises must be made to 
insure a proper neutron balance. 
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SLOW NEUTRONS 

LOST THRU 
N0NFI3SI0N 

CAPTURE 

LOST TO REACTOR 
CONSTRUCTION MATERIAL 

a PARASITIC POISONS 100 FAST 
NEUTRONS 

Consider a simplified representation of a nuclear reaction, in 
which 100 fast neutrons are liberated from fission (see Figure 2.0). The 

velocity of the 100 initial neutrons is de
creased by a suitable medium to enhance fis
sion capture. As this slowing down, or 
moderation occurs, 5 neutrons physically 
escape the reaction, or at least a re lost to 
the finite zone of influence. An additional 
10 neutrons will be captured by the fuel during 
the moderation process , forming nuclei that 
do not suffer fission. At this point, 85 slow 
or thermal neutrons are present, and, theo
retically, each under proper conditions could 
cause a fission. However, 5 slow neutrons 
escape through leakage, 33 neutrons will be 
absorbed by parasitic reactor poisons, moder
ator atoms, and by various s t ructural mate
r ials . Of the remaining 47 slow neutrons, 
7 will be absorbed by the fuel without under
going fission, and the other 40 neutrons will 
cause any fissions that occur. Each fission 
produces, on the average, about 2.5 free 
neutrons, and a fission reaction involving 
40 neutrons would yield a secondary genera

tion of 100 fast neutrons. This type of reaction will continue with time 
until fuel is expended or the neutron balance altered. Conditions may be 
altered by the use of materials that readily capture neutrons, or by the use 
of forms that enhance the probability of neutron leakage. Possibly under 
these and other conditions only 30 neutrons would actually cause fission. 
As each generation is completed, fewer and fewer neutrons would be liber
ated, and the reaction would decrease and become dependent upon source 
strength. If this situation occurred in a reactor, the reactor would shut 
down, and operation could not proceed until the neutron balance was altered. 
For this reason, considerable care is exercised in the choice and place
ment of various reactor construction materials . If an existing condition 
is altered, some other condition must be changed to have the opposite effect 
m order to maintain an equilibrium. Without neutron balancing a reactor 
cannot function. 

/ 1 \ 
Fig. 2.0. Neutron Genera

tion from U"^ 

2. 1 Reactor Geometr-v 

. ! fraction of neutrons escaping or leaking from a reactor may 
be reduced if the size of a reactor system is increased. The number of 
neutrons escaping depends upon the external surface area while the num
ber of fission neutrons liberated is dependent upon the volume. Geometric 
considerations are therefore concernpd i.,;t-in „ - j -

.,., ,., 1, , , concerned with providing the greatest volume 
with the smallest surface area. In examiniTic = r- K -̂ u j 

111 examining a cube with dimensions of 
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1 cm, the volume is equal to 1 cm' and the surface area equals 6 cm . In 
this instance, the ratio of volume to a rea is 1:6. When each dimension of 
the cube is increased to 2 cm, the volume equals 8 cm' and surface a rea 
equals 24 cm^. A comparison of volume versus surface area yields a ratio 
of 8:24 or 1:3. As neutrons escape only through a surface area, it is 
readily apparent that decreasing the ratio of volume to area resul ts in 
less neutron leakage. 

The ideal geometric figure used in decreasing the ratio of volume 
to a rea is the sphere. More volume can be used with less neutron leakage 
within a sphere than for any other shape. The pr imary disadvantage of 
employing a spherical core lies in the difficulties encountered in construc
tion. F rom an engineering standpoint, a sphere is costly and difficult to 
construct. In reac tors using various types of liquids for heat removal, the 
spherical form of necessi ty must be disrupted by the insertion of various 
piping lines comprising the cooling systems. Due to the engineering dif
ficulties encountered with spherical shapes, a core is usually shaped 
geometrically in the form of a right circular cylinder or as a cube. The 
cylinder has been of particular importance, and it is the type of core that 
is employed in reac tors such as CP-5, Janus, and Juggernaut. Although 
a cylinder and cube enhance the possibilities of neutron leakage to a 
greater extent than in the case of the sphere, these forms are more fea
sible from a pract ical construction standpoint. In consideration of reactor 
design, emphasis is placed on the various compromises necessitated in 
maintaining a neutron balance. 

2.2 Material Considerations 

In reactor design, the strength of a structure is determined by the 
specific needs of the individual reactor system. In each system, data in
volving anticipated temperatures and p ressures undergo careful analysis 
prior to the selection of a particular construction mater ia l . A reactor 
engineer uses this information to determine s t ress requirements and then 
adds an adequate safety factor. 

As the selection of mater ia ls is made, particular attention is di
rected to the cross section for neutron absorption. This cross section 
represen t s the efficiency with which an individual nucleus of a particular 
species will reac t with a neutron. The effective cross section for neutron 
absorption is not constant, but var ies for different mater ia l s . A unit of 
c ross -sec t ion measurement called the "barn" has been adopted. This unit 
is equal to 10"^ cm^. It should be apparent that by choosing reactor ma
te r ia l s with low nuclear c ross sections, the problem of maintaining suffi
cient numbers of neutrons to sustain a chain reaction is diminished. 
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S t r u c t u r a l m a t e r i a l s m a y be c l a s s i f i e d in t h r e e g r o u p s : 

1. e l e m e n t s with low c r o s s s e c t i o n s ( that i s , l e s s than one b a r n ) ; 

2. e l e m e n t s having m o d e r a t e c r o s s s e c t i o n s ( that i s , 1 to 

10 b a r n s ) ; 

3. e l e m e n t s with high c r o s s s e c t i o n s ( g r e a t e r than 10 b a r n s ) . 

M a t e r i a l s such a s b e r y l l i u m , m a g n e s i u m , z i r c o n i u m , and a l u m i n u m have 
c r o s s s e c t i o n s l e s s than 1 b a r n , which m a k e s t h e m use fu l a s r e a c t o r m a 
t e r i a l s . B e r y l l i u m , with the lowes t c r o s s s ec t i on and a low a t o m i c m a s s , 
p o s s e s s e s exce l l en t m o d e r a t i n g q u a l i t i e s , but i t s high c o s t l i m i t s the u s e 
of th i s e l e m e n t as a r e a c t o r m a t e r i a l . M a g n e s i u m , wi th a s l i gh t ly h ighe r 
c r o s s sec t ion , is a l s o too expens ive for g e n e r a l u s e . The c r o s s s e c t i o n of 
z i r c o n i u m is low enough to w a r r a n t i ts u s e , but th i s e l e m e n t h a s only r e 
cen t ly b e c o m e ava i l ab le in quan t i t i e s of suff icient p u r i t y . The c r o s s s e c 
t ion of a l u m i n u m for n e u t r o n a b s o r p t i o n is of an a c c e p t a b l e v a l u e , and the 
e l e m e n t is r e a d i l y ava i l ab l e and r e a s o n a b l y i n e x p e n s i v e . F o r t h e s e r e a s o n s , 
a g r e a t dea l of a l u m i n u m is used in c o n s t r u c t i o n of a r e a c t o r . 

The p r i m a r y d i sadvan tage in the u s e of a l u m i n u m is i t s s u s c e p t i 
b i l i ty to c o r r o s i o n at high t e m p e r a t u r e s . If r e q u i r e m e n t s of a r e a c t o r do 
not just i fy the use of a l uminum, e l e m e n t s falling wi th in the g r o u p of 
m o d e r a t e n u c l e a r c r o s s s e c t i o n s : c o l u m b i u m , i ron , m o l y b d e n u m , copper , 
n i cke l , vanad ium, t i t an ium, and c h r o m i u m , m a y be c o n s i d e r e d . I ron , 
copper , n icke l , and c h r o m i u m a r e c o m p o n e n t s of the b e t t e r g r a d e s of 
s t a i n l e s s s t e e l . In deal ing with high t e m p e r a t u r e s or g r e a t e r s t r e n g t h 
r e q u i r e m e n t s , s t a i n l e s s s t e e l componen t s a r e often u s e d and a c o m p r o 
m i s e m a d e r e g a r d i n g the r e q u i r e m e n t s of the s y s t e m and the h i g h e r c r o s s 
sec t ion for n e u t r o n abso rp t i on . E l e m e n t s found in the t h i r d g r o u p , having 
c r o s s s ec t i ons exceeding 10 b a r n s , m a k e v e r y poor m a t e r i a l s for r e a c t o r 
c o n s t r u c t i o n b e c a u s e of t he i r p ronounced d e t r i m e n t a l effect upon the neu 
t r o n b a l a n c e . 

2.3 Cooling S y s t e m s 

One of the i m p o r t a n t i t e m s in the des ign of any r e a c t o r , is the r e 
a c t o r cooling s y s t e m . A method of hea t r e m o v a l is n e c e s s a r y to p r e v e n t 
u n d e s i r a b l e t e m p e r a t u r e s in r e a c t o r fuel, s t r u c t u r a l m a t e r i a l s , and in the 
coolant itself. Cooling s y s t e m s a r e c l a s s i f i ed as e i t h e r d i r e c t cyc l e or 
i n d i r e c t cyc le . 

In us ing a s i n g l e - p a s s s y s t e m , the coolan t i s f o r ced t h r o u g h the 
r e a c t o r once and then r e t u r n e d to a hea t s ink. Th i s m a n n e r of cyc l ing is 
advan tageous p r i m a r i l y due to i ts s impl i c i ty . A s y s t e m of th i s type would 
be e s p e c i a l l y useful at r e a c t o r s i t e s loca ted in r e m o t e a r e a s or n e a r 
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bodies of water. Either air or water may be used, depending upon requi re
ments of the reactor and its location. The pr imary disadvantages include 
a necessi ty for purification when water is used, and adequate holdup or 
disposal facilities to prevent discharge of contaminated water or air into 
the surrounding area. Lake or r iver water contains minerals and other 
impuri t ies , some of which are subject to induced radioactivation and have 
corrosive effects on reactor components. At higher power levels, of 
course, air is not satisfactory as a coolant due to its chemical activity at 
high tempera tures . 

The indirect cycling method of heat removal is much more feasible 
for reactor use and provides considerably more flexibility both in location 
of a reactor and in the choice of acceptable coolants. This type of cooling 
uses a closed pr imary system and one or more successive separate coolant 
c i rcui ts . Most reactors a re cooled by some application of this method. A 
closed circuit serves to contain many of the radioactive mater ia ls and 
eliminates the need for elaborate disposal facilities. The pr imary disad
vantage in using such a system is one of cost. 

In indirect cycling, the heat energy is t ransferred from the fuel 
elements to the pr imary coolant as it passes through the core region. The 
pr imary coolant functions to contain induced radioactivity and to t ransport 
the heat energy to the secondary system. The coolant usually passes 
through a heat exchanger, and the heat removed is transmitted to a heat 
sink or an additional system. The heat sink is simply a medium by which 
heat is dissipated. 

Consider a simplified flow diagram, in which the primary coolant 
is a liquid (Figure 2. l). The liquid in the pr imary system is forced through 
the reactor vesse l by a suitable pump in a closed loop. A heat exchanger 
comprises one portion of this system. A secondary system originating in 
the basin of a cooling tower containing ordinary water also enters one sec
tion of the heat exchanger. The heat energy from the reactor is t ransferred 
from the pr imary system to the secondary. 

Fig. 2.1 

Simplified Flow Diagram 
Cooling Systems 
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The water in the secondary system is also forced through the heat 
exchanger and then returned to the tower. The heated water is sprayed 
through a lattice-type structure from the top of the tower, and heat is 
t ransferred to the atmosphere prior to re -en t ry of the water at the tower 
basin. In a power reactor the heat generated may be used either to operate 
turbines or may be sent through coils to produce steam, as requirements 
of the particular reactor may demand. 

hi addition to the pr imary and secondary systems of a reactor , 
further cooling is provided within the reactor reflector and shield. Ap
proximately 5 per cent of the total heat generated within a reactor is 
absorbed within the reflector and shield. This heat is a direct resul t of 
the absorption of gamma radiation escaping from the core. As the gamma 
radiation is stopped, its energy is converted to heat. This heat must also 
be removed to prevent structural damage to the shield. Normally, copper 
coils a re embedded throughout the shield and extending completely around 
it. These coils are filled with distilled water which serves to transfer 
the heat from the shield to another cooling system. 

2.4 Physical Characterist ics of the Coolant and the 
Operating Temperature 

The operating temperature of any reactor depends to a considerable 
extent upon certain physical properties of the coolant and its flow rate 
through the core. Heat removal is a function of the flow rate , and an in
crease in the flow rate causes a r ise in the amount of heat removed for a 
given time. 

Heat removal is, of course, a combination of convection, conduc
tion, and radiation. In referring to the coolant and its charac ter i s t ics , we 
will consider only convection. Convection is simply the transference of 
heat by moving masses of matter, either gaseous or liquid. Convection 
may be natural as observed in gases, whose movement may be caused by 
differences in densities, or it may be forced by various pumps or fans. 
In early reactors , the heat produced was insignificant, and natural convec
tion provided adequate cooling. As reactor technology advanced, reactors 
of higher power levels were constructed, and it became necessary to use 
forced convection to circulate the coolant. In most present-day reactors 
the heat produced is sufficient to warrant use of forced-convection methods. 
The properties of the coolant and the amount of heat will determine the 
pumping power required for adequate cooling. 

The maximum operating temperature of heterogeneous reac tors is 
determined by the maximum permissible tempera tures of the solid reactor 
components and the fuel elements. The fuel clad or covering must with
stand corrosion and thermal distortion throughout an acceptable operating 
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range. There must also be sufficient heat transfer between the fuel e le
ments and the coolant. All components must be able to withstand antici
pated s t r e s s e s without being appreciably distorted. If these mater ia ls 
will only withstand certain s t r e s se s , these will determine the operating 
range. In choosing a coolant, it is important that it have charac ter is t ics 
that will provide as wide an operating range as possible. 

Some of the important physical charac ter is t ics of a coolant a re the 
boiling point, the freezing or melting point, specific heat, thermal con
ductivity, and viscosity. The ideal coolant must have a high boiling point 
to function properly without undue interference caused by boiling. 

The freezing or melting point must fall below the lowest operating 
ranges . A low freezing point prevents the possibility of solidification 
during reactor shutdowns. 

The specific heat is the amount of heat required to raise a unit 
mass of a substance one degree on a temperature scale at either constant 
p re s su re or volume. It should be apparent that a mater ia l having a high 
specific heat will be able to remove more heat from a reactor than one 
with a low specific heat. If the coolant has a high specific heat, it r e 
quires more heat to ra i se the temperature one degree, and more heat can 
be t ransfer red by a given mass of coolant. 

The thermal conductivity plays an important part in heat removal. 
Whereas the specific heat is concerned with the ability of a mater ia l to 
absorb heat while resist ing internal temperature changes, the thermal 
conductivity involves the ability of mater ia ls to conduct heat away from 
other substances. The ideal coolant readily conducts heat away from the 
fuel elements. 

The viscosity of the coolant is of considerable significance in all 
forced-convection systems. The ideal coolant requires only a small 
force to be moved through the reactor and heat exchanger. Low viscosity 
in a coolant means that more coolant can be moved with smaller pumps at 
lower cost. When less pressure is required to circulate the coolant, pro
portionately less s t r ess is placed on piping systems. 

In addition to these factors, the coolant must be relatively stable 
when subjected to high temperatures and to radiation fields. Both light 
and heavy water break down into their individual components when sub
jected to radiation fields. Since hydrogen and oxygen can form an explo
sive mixture, inert atmospheres must be maintained when substances 
composed of these elements are used for coolants. The inert atmosphere 
c a r r i e s the potentially explosive mixture away from the reactor to some 
point at which recombination may occur. Part icular attention must also 
be directed to the corrosive effect of the coolant upon various reactor 
components. 
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As the coolan t p a s s e s d i r e c t l y t h rough the r e a c t o r c o r e , it is i m 
p e r a t i v e tha t the e l e m e n t s c o m p r i s i n g the coo lan t have low c r o s s s e c t i o n s 
for n e u t r o n a b s o r p t i o n . An idea l coolant wi l l have l i t t l e o r no effect upon 
n e u t r o n b a l a n c e . F ina l ly , the coolan t should not be h a z a r d o u s to o p e r a t i n g 
p e r s o n n e L If the coolant i s of a c o r r o s i v e , tox ic , or r a d i o a c t i v e n a t u r e , 
s p e c i a l m e a s u r e s m u s t be used to p r o t e c t the p e r s o n n e l . As h a s b e e n 
s t r e s s e d p r e v i o u s l y , it is difficult to find i d e a l m a t e r i a l s for u s e in r e 
a c t o r cons t ruc t i on ; thus , t h e r e is no p e r f e c t coo lan t for r e m o v i n g the hea t 
p r o d u c e d in a r e a c t o r . 

2.5 R e a c t o r Coolan ts 

R e a c t o r m a t e r i a l s used for coolan t p u r p o s e s m a y be d iv ided into 
four g e n e r a l g r o u p s , n a m e l y , g a s e s , o r d i n a r y and heavy w a t e r , o r g a n i c 
l iquids (hyd roca rbons ) , and l iquid m e t a l s . 

When the r e a c t o r field was in i ts infancy, cool ing was a c h i e v e d by 
forc ing a i r t h rough the r e a c t o r wi th fans and then ven t ing the g a s to the 
a t m o s p h e r e . This p r o c e d u r e was s i m p l e , and a c o m p l e t e c l o s e d c i r c u i t 
was not r e q u i r e d . In addi t ion, a i r was r e a d i l y a c c e s s i b l e , e a s i l y handled, 
and n o n h a z a r d o u s . In t o d a y ' s h i g h - p o w e r r e a c t o r s , and in r e a c t o r s with 
r e l a t i v e l y high ope ra t i ng t e m p e r a t u r e s , a i r i s u n s a t i s f a c t o r y a s a coolant 
b e c a u s e of i t s c h e m i c a l ac t iv i ty and poor conduc t iv i ty . P u r e l y f r o m the 
point of hea t r e m o v a l , hyd rogen would be the i d e a l coo lan t . Th i s e l e m e n t 
is highly u n s a t i s f a c t o r y , however , as it f o r m s an exp los ive m i x t u r e with 
a i r and, in addi t ion, c a u s e s c e r t a i n m e t a l s to b e c o m e b r i t t l e a f t e r p r o 
longed contac t . 

The next choice in the g roup of g a s e o u s coo l an t s i s h e l i u m . He l ium 
is an i ne r t or n o n r e a c t i v e g a s , with a v e r y s m a l l c r o s s s e c t i o n for neu t ron 
abso rp t i on , and indeed is s o m e t i m e s u s e d in s m a l l q u a n t i t i e s in c e r t a i n 
r e a c t o r s y s t e m s . As a coolant it is not a v a i l a b l e in suff ic ient quan t i t i e s 
and is too expens ive for g e n e r a l use in a r e a c t o r . 

P r o b a b l y the m o s t p r a c t i c a l g a s e s to c o n s i d e r a s c o o l a n t s a r e 
n i t r ogen and c a r b o n dioxide. Both have b e e n u s e d a s c o o l a n t s . The p r i 
m a r y d i sadvan tage in us ing any gas for th i s p u r p o s e is c o s t . U n l e s s a 
gas i s under a fa i r ly high p r e s s u r e , the cos t of pumping it t h r o u g h the 
s y s t e m b e c o m e s c o n s i d e r a b l e . This is an i m p o r t a n t a s p e c t of r e a c t o r 
economy. 

Both o r d i n a r y w a t e r (H2O) and h e a v y w a t e r (D2O) a r e good coolants 
insofar as the i r h e a t - r e m o v a l p r o p e r t i e s a r e c o n c e r n e d . T h e s e compounds 
s e r v e not only as coo lan t s , but a s m o d e r a t o r s a s we l l . O r d i n a r y o r light 
w a t e r is inexpens ive , e a s i l y pumped, has a h igh spec i f i c hea t , and h a s 
fa i r ly good p r o p e r t i e s of t h e r m a l conduc t iv i ty . In oppos i t i on to t h e s e a d 
van tageous p r o p e r t i e s a r e a r e l a t i v e l y high n e u t r o n - a b s o r p t i o n c r o s s 
sec t ion , a low boil ing point, and the fact tha t w a t e r is c o r r o s i v e and tends 
to d e c o m p o s e at high t e m p e r a t u r e s . 
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Heavy water exhibits many of the same propert ies of ordinary 
water but has one outstanding advantage, a very low cross section for neu
tron absorption. The cost of this compound is considerable, however, 
being approximately twelve dollars per pound. The relatively low boiling 
points of both ordinary and heavy water usually requires pressur izat ion 
of the system in reac to r s where high temperatures are anticipated. 

When temperature requirements make the use of water impract ical 
for cooling purposes, liquid metals may be considered. The best of these 
is sodium, which possesses excellent heat-removal charac ter i s t ics . Sodium 
does not require pressur izat ion at higher temperatures , is quite stable, 
and attacks reactor metals to only a slight extent. A disadvantage of sodium 
is its high reactivity with the oxygen in air and water, and extreme caution 
must be exercised in its use. Further , sodium becomes highly radioactive 
when passed through a reactor . This requires special shielding mater ia ls 
for this type of system. In fast reac tors , sodium is practically the only 
coolant that is at all satisfactory. 

To compromise between water, which exhibits certain undesirable 
charac te r i s t ics and pressure requirements , and sodium, which is so 
chemically active and hazardous, consideration is being given to certain 
of the organic compounds, such as the polyphenols. These organic s t ruc
tures do not require pressurizat ion, are fairly stable under heat and radia
tion s t r e s se s , and a re not corrosive. The heat-removal qualities of these 
compounds, however, a re definitely inferior to those of water and liquid 
sodium. In choosing a coolant, emphasis again is placed upon the com
promises necessary to achieve the best method of heat transfer for a 
part icular reactor . Reactors currently operated by the Reactor Operations 
Division at Argonne National Laboratory use light and heavy water for the 
p r imary coolants. 

2.6 Varied Methods of Reactor Control 

The control mechanisms are important aspects of reactor con
struction. Controls a re necessary (l) to raise the reactor to some oper
ating power, (2) to maintain any predetermined power level, (3) provide 
rapid shutdown whenever necessary, and (4) to prevent the chain reaction 
from becoming violent. Understandably, if the multiplication factor were 
_lways equal to unity, the number of available neutrons causing fission 
could not increase from generation to generation, and the system would be 
very inflexible. A reactor must contain some mater ia l capable of changing 
reactivity in order that the multiplication factor (k) may exceed unity 
and thereby allow an increase in power. This mater ia l must also function 
as a control capable of decreasing the value of k to less than unity in order 
to provide for plant shutdowns. Further , controls must be capable of halt
ing neutron growth and preventing too rapid a liberation of energy. 

a 
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Methods of reactor control involve the addition or subtraction of 
mater ia ls . The positioning of these mater ia ls serves to disrupt the neu
tron balance, which changes the value of k. 

A reactor that is shut down has a multiplication factor less than 
unity. The value of the reactivity at shutdown is a function of the fuel load, 
neutron absorption and reflection, environmental conditions such as tem
perature and in-pile experiments, and the presence of fission product 
poisons and burnable poisons. To start up a reactor , this reactivity state 
must be changed. Generally speaking, some form of mechanical motion 
in or around the reactor core is required. Reactivity changes may be made 
by manipulation of fuel components, moderator, reflector, and neutron-
absorbing types of control rods. 

Increase or decrease of the amount of fuel present in a reactor 
changes reactivity. When additional fuel is added, more atoms are p res 
ent to maintain successive generations. Conversely, fuel depletion causes 
a decrease in reactivity. During the lifetime of a fuel loading, the fission
able material is used up. This means that the number of fissions will 
decrease; consequently, k will be reduced, and movable control rods must 
be moved further from the core to compensate for the reduction in k. The 
addition or removal of moderator and reflector mater ia ls also a l ters the 
value of k. The moderator functions to slow down fast neutrons to the 
thermal range, thereby enhancing the likelihood of fission. When moder
ator is removed from the system, less slowing down of neutrons occurs, 
and fewer slow neutrons are available to cause fission. Alteration of the 
structure of the reflector is another method of reactor control. When 
reflector materials are removed more leakage occurs, fewer neutrons are 
directed back into the core, and reactivity decreases . Reactors have been 
constructed with rotatable cylinders mounted at the corners of the core 
and in the reflector region. Par ts of the cylinder circumferences are 
made of reflector materials , and the other parts of neutron-absorbing ma
terial . The reactivity of the core is changed as a function of the rotational 
position of the cylinders. 

The importance of core geometry in maintaining a neutron balance 
should be recalled. By shifting the fuel to different geometric a r range
ments, more or less leakage will occur, and the neutron balance can be 
altered in the desired direction. 

2.7 Operation of the Control Rods 

It is important for an operator to understand fully how the control 
network functions and what its capabilities a re . The operator is an integral 
and important part of any reactor, and certainly an extension of reactor 
control mechanisms. In constructing a reactor , however, it is not advisable 
to rely entirely upon human operation, as no individual is infallible. For 
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this reason, al l emergency safety actions a re failsafe and fully automatic. 
In addition, complete manual control of a reactor is tedious and requires 
great a le r tness and training on the part of the operator. In changing the 
power level, skill and anticipation are required to prevent overshoot of 
the power level. Poisoning and temperature effects create a need for 
periodic manipulation of control rods. The automatic systems do an ex
cellent job and also eliminate some of the work load of operators . This 
does not diminish in any way the importance of the operator. A mechanical 
or electronic component serves a definite purpose, but the operator must 
make most of the decisions. 

At this point, the role of the control rod should be examined in 
some detail. Recall that the production of neutrons minus the leakage 
minus the absorption is equal to one for crit icality. If we wish to alter 
the production of neutrons, we may alter some of the mater ia ls previously 
discussed, or change either the leakage or the absorption. To change the 
leakage, a window or hole might be cut in the reflector. A procedure of 
this type is ra ther time consuming and more or less permanent. The 
commonly accepted procedure is to change the multiplication by absorp
tion. To accomplish this, control rods of various high cross sections 
for thermal-neutron absorption may be used to absorb neutrons from the 
reaction. It will be assumed here that the control rods are of the ab
sorptive type only. 

The rods may be moved in and out of the reactor individually or 
in banks. Certain groups of rods may be designated as safety rods and 
others as shim rods. Shim rods function to provide coarse changes in 
reactor power. Another rod, called the regulating rod, provides a fine 
control for reactor power. 

It should be obvious that a multiplication factor k > 1 is built into 
every reac tor . Reactor control is accomplished by adjusting the movable 
absorbers in the core. A complete insertion yields a subcrit ical opera
tion. To obtain crit icality, the absorbers a re withdrawn until k = 1. 
Fur ther withdrawal from the cri t ical position yields a supercr i t ical 
condition. 

Examine the method of changing power level in a simplified r e 
actor by movement of control rods. Assume that the reactor is cr i t ical at 
a very low power level and that demands call for a power increase. If a 
control rod is extracted from the core by a small amount, the multiplica
tion factor k is changed from 1 to a number slightly larger than one. 
The neutron level begins to r i se . As the power r i ses to some previously 
determined level, it is obvious that the control rod must be inserted to 
the point where k = 1. We have, then, after the power level becomes 
stable, a system where the power level is independent of the rod position. 
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To change the power level the rod is moved in or out of the core a rea and 
then returned to a position at which k is again equal 1. In this manner a 
reactor is controlled and a power level maintained. 

2.8 Control Rod Materials 

Ideally, the best absorber mater ia l for control or safety rod con
struction would be one with a high nuclear cross section for all energies 
of neutrons. Unfortunately, no such mater ia l exists. Following the theme 
of compromise in reactor structural components, mater ia ls having high 
absorption cross sections in the thermal range are used. Although the 
nuclear cross section is of pr imary importance in selection of a suitable 
material , physical considerations are also examined. 

A control rod must have good mechanical propert ies so that it may 
be easily constructed and machined. The rods must also be able to with
stand shock s t resses . They must be resistant to corrosive effects, or at 
least capable of being alloyed with a mater ia l that is corrosion resistant. 
In addition, a safety-rod material must have good radiation-damage char
acter is t ics . This means that the rods must be resistant to swelling and 
distortion under neutron bombardment. A desirable poison mater ia l for 
control rods would be one which reacts with neutrons by means of the 
(n,7) reaction rather than the (n,a) reaction. In such reactions, a neutron 
is captured or absorbed and the compound nucleus, depending on its type, 
emits a gamma ray or alpha particle. The alpha particle being heavy and 
having a short range in materials produces bri t t leness , deformation, and 
swelling in certain reactor components. The damage caused from gamma 
radiation is not as great. Whenever possible, the mater ia l chosen for 
control rod use should have a low atomic number and a high density. This 
combination will yield a large number of absorbing atoms per volume. 

Cadmium is used as a control and safety-rod mater ia l , but its use is 
generally restricted to research and low-temperature reac tors . The ele
ment has a good cross section for neutron absorption, is inexpensive, but 
has a low boiling point (around 3 10°C) and alloys poorly. 

Boron-10 is another commonly used mater ia l . Although the isotope 
has a low atomic weight, its absorption cross section is excellent. The 
main disadvantage in the use of this mater ia l is the deleterious effect of 
the B (n, a )L i reaction in producing radiation damage to components. 
Generally, only low concentrations of boron may be used in a control rod, 
although boron carbide and alloys of boron-steel have proved to be suc
cessful in this application. 

Hafnium is another material that has been used in control rods. 
With this element absorption takes place by five successive (n,7) r eac 
tions. Hafnium has a good cross section for neutron absorption, fair 
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res i s tance to radiation damage, and good res is tance to corrosive effects. 
Some other mater ia l s that might be considered for control rod usage are 
gadolinium, nickel, iridium, and europium. 

2.9 Control Rod Nomenclature and Requirements 

The control rods may be classified in three groups according to 
function: safety rods, shim rods, and regulating rods. Each type of rod 
usually has a different speed of motion. The regulating rod maintains a 
constant desired power level by compensating for small reactivity changes. 
This rod may also be used to ass i s t in changing the power level from one 
state to another. The control aspects and speed of this rod are variable, 
but generally the worth of this rod does not exceed the delayed neutron 
fraction. Speed is regulated to provide swift movement both in and out of 
the core region. This movement provides a quick response for changes 
affecting the reactor . 

As was previously mentioned, the shim rods are used as coarse 
controls for greater changes of reactivity than may be controlled by the 
regulating rod. The shim rods bring the reactor close to the desired 
power level. Shim rods are of particular importance in reactor startup, 
and their speed is generally quite slow. At the CP-5 reactor, the maxi
mum speed of the shim rods is only one degree per six seconds. Further 
res t r ic t ions a re placed on these rods in that only one may be moved at 
any given t ime. These rods must have a large reactivity worth. 

Safety rods on the other hand are for "scramming" or rapid shut
down, and their motion must be very fast when being inserted. The worth 
of these rods must be appreciably greater than all of the excess reactivity 
within the reac tor . 

It should be apparent that different mechanical motions may exist 
for each of these three types of rods. In many reactors the functions a re 
separate , and in others combined. At startup, the shim rod may be oper
ated at a slow, normal speed. As soon as the rod is withdrawn from the 
core, its function may be changed to that of a safety rod. With the excep
tion of certain types of regulating rods, all rods will have a provision for 
fast insertion into the core. 

We have discussed briefly the "worth" of different types of control 
rods . Often the t e rm "dollars worth of reactivity" is used. A group of 
control rods may be said to be worth X dollars. This te rm refers to the 
interval between delayed cr i t ical and prompt cri t ical and is defined as 

$ = Ak/vjS 

where Ak = k - 1 and P is the delayed neutron fraction. The quantity v 
represen t s a number close to unity and is sometimes neglected for this 
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calculation. Actually, v represents the relative effectiveness of delayed 
neutrons in producing fission as compared with prompt neutrons. To il
lustrate this further, an example will be given. In a uranium-235-fueled 
reactor , for which |6 = 0.0068 and v = 1.05, 50 cents of reactivity worth 
would represent the following effective multiplication factor: 

$ = Ak/vjS 

Thus, 

Ak = /3$v 

Therefore, 

Ak = 0.0068 X 0.5 x 1.05 = 0.00357 

In other words, an excess reactivity of 50 cents represents an effective 
multiplication factor of 1,00357 for this reactor. 

2.10 Poison Effects on Reactivity 

It has been indicated that control rods, fuel depletion, and temper
ature affect the multiplication factor of a reactor . Fission products, in-pile 
experiments, and burnable poisons also have an important effect on the 
neutron balance. As a reactor operates, fission products a re created 
from the fuel. Many direct products exist, and in addition daughter nuclides 
are created by decay from these products. Many fission products, both 
direct and indirect, have high cross sections for neutron absorption and 
therefore may act as reactor poisons. Xenon-135 and samarium-149 are 
of particular importance because of their high absorption cross sections. 
As these products increase, control rods must be moved to compensate 
for their presence. 

In-pile experiments also alter the multiplication factor. Experi
mental equipment often contains mater ia ls which act as reactor poisons. 
If care is taken when such experiments a re inserted into the reactor , r e 
activity may be controlled so that no excessive changes occur. 

Finally, poisons may be built into a reactor that, after constant 
bombardment, become supersaturated with neutrons. These mater ia ls 
are said to "burn up." As fuel decreases , the absorbing power of the 
poison decreases, and the two situations will counteract each other. In 
using methods of this nature, it may be possible to operate the reactor 
for longer periods of time without fuel change, thereby increasing r eac 
tor efficiency. 
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CHAPTER III 

AUXILIARY SYSTEMS 

3.0 The Cleanup System 

In the discussion concerning moderators and coolants, it was noted 
that certain impurit ies in both ordinary and heavy water caused a det r i 
mental effect upon reactivity. It is possible to minimize this effect by 
maintaining a high level of purity throughout the reactor water systems. 

Impure water contains many different minerals , oxides, and ionic 
mater ia l s , some of which affect core reactivity in much the same manner 
as in poisoning by fission products. When subjected to a neutron field, 
many of these mater ia l s become intensely radioactive. As the particulate 
and dissolved mater ia l s t ravel throughout the reactor system, they must 
be kept at a minimum, or additional shielding will be required. 

Water decomposes to a certain extent under radiation. As the 
purity of the water increases , the rate of decomposition decreases . By 
keeping the rate of hydrogen formation at a minimum, a potentially dan
gerous explosion hazard is eliminated. 

The purity of the water also determines the rate of corrosion. If 
a high degree of purity is not maintained, the rate of corrosion increases . 

Normally, reactor water undergoes an extensive purification process 
prior to any nuclear application. The operating problem is to maintain this 
initial purity. Some degree of contamination occurs any time the reactor 
sy em is open, regardless how short this time may be. When water comes 
n contact wUh air contamination occurs. Further , the introduction of new 

reactor components also causes contamination. Items such as new pumps, 
piping, valves, and even fuel elements introduce impurities upon insertion. 
These components a re always thoroughly cleaned, but it is impossible to 
maintain complete cleanliness. 

Obviously, the purity of reactor water may be partially controlled 
bv insuring that this purity is of an acceptable value prior to being put m 
the " a c t o r . To maintain the initial quality, a bypass cleanup system is 
used in conjunction with a closed pr imary system. A percentage of the 
p r imary system flow is diverted into this separate system. Eventually as 
U r ^ p a ' s s e s all of the pr imary water will flow through the cleanup system, 
anTthus undergo additional purification. The cleanup system contams 
m t e r s to remove particulate mat ter from the water system, and ion-
exchange columns'which remove dissolved impurities that are present. 

The general cleanup system consists of a filter, or - - e s of filters 
followed by an ion-exchange column and additional f i l ters. The filters used 
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are designed to remove particulate matter whose dimensions a re of the 
order of 30 M (0.003 cm). The use of these prefi l ters removes most of 
the loose particulate matter present in the reactor water. An ion-exchange 
column is also placed in the system following the fi l ters. The column 
serves a twofold purpose. Pr imari ly , the column functions to remove dis
solved impurities, but the unit also removes some of the smaller solid 
matter not previously trapped in the fi l ters. 

To understand how the ion exchange works, let us consider certain 
chemical facts. Some atoms may gain or lose electrons. In doing this, 
they acquire an electrical charge. For example, a sodium atom may give 
up the single electron in its outer shell. When sodium has done so, it is 
left with one more proton than it has electrons and hence has a positive 
charge of one: 

© » .|. 

Na ' ^ ^ N a ° + 1 electron 

We call such a charged atom an ion, in this case a sodium ion. A chlorine 
atom, which has seven electrons in its outer shell, may gain an electron. 
It becomes a chloride ion with a negative charge: 

• • 9 • _ 

JCl , + 1 electron ^ * C 1 * 

atom ion 

A positively charged ion is called a cation and a negatively charged 
ion an anion. Pure water is a very poor conductor of electricity, but cer
tain impurities in water make it a good conductor. These substances are 
called electrolytes. It will suffice to say that many impurities in water 
are ionic and that the movement of these part ic les resul ts in a transfer of 
electrical charge, hence the name cation and anion. Positively charged 
cations such as sodium are attracted by the cathode, and the negatively 
charged anions to the anode. These facts may be related to the ion-
exchange column. 

It is known that the dissolved impurities in the reactor water sys
tem are ions, i.e.. particles charged either positively or negatively. The 
properties of these ions enable their removal from the reactor water sys
tem by passing the reactor water through a system which will remove 
impurities. Many high polymers, both natural and synthetic, will absorb 
either cations or anions. For example, cellulose in the form of cotton will 
remove ferric ions from solution. For reactor use, a judicious selection 
of these polymers is made, and formed into what is called a "mixed bed" 
resm. One type of resin removes cations, and another anions. 
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The ion-exchange column is essentially a cylindrical tank filled 
with the mixed-bed res ins . As the reactor water passes through the col
umn, the ions a re in intimate contact with the res ins and are absorbed by 
them. By use of the proper res ins it becomes possible to maintain water 
purity almost at the level of distilled water. The res ins are res t r ic ted to 
a limited lifetime and must be replaced as they become spent. The ions 
build up to such an extent that the res ins become supersaturated and no 
longer function properly. After the re-purified water leaves the ion ex
changer, it passes through a second filter, prior to re -en t ry into the r e 
actor. The second filtering system removes any grains of the r e sm that 
have been washed out of the column and prevents their entry into the 
reactor tank. 

3.1 Measurement of Water Purity 

Once the cleanup system has been installed and is functioning, some 
method of monitoring its effectiveness must be devised, h placing the 
measuring devices, one will normally measure the water purity as the 
liquid enters the cleanup system. This measurement occurs prior to any 
purification and essentially denotes the condition of all water m the r e 
actor. To determine the effectiveness of the cleanup system, the purity 
is also measured as the water leaves the cleanup system. 

One method of determining the purity of a water sample is to meas 
ure the acidity or alkalinity of the water. This alkalinity or acidity is de-
Tendent upon L concentration of the hydrogen ion. This value is designated 
by the syr^bol pH and is the value of the exponent of the molar concentration 
(omitting the minus sign). The pH of a neutral water solution is seven, 
meaning that in one liter of water the concentration of the hydrogen ion is 
1 X 10-^ molar , hi using this method of representation, we may construct 
a table such as Table 3.0. 

Table 3.0 

RELATION OF pH VALUE TO H+ AND OH' CONCENTRATIONS 

Molar Concentrations 

Molar Concentration of H pH ^ ^ 

1 
0.1 
0.01 
0.0001 
0.0000001 
0.0000000001 

O
 

1 
1 

o
 

o
 

o
 

II 
II 

II 

= 10-^ 

= 10 
= 10-'° 

0 
1 
2 
4 
7 

10 

10-'^ 
10 -" 
10-'^ 

10 ^ 
lO"*̂  (neutral water) 
10 
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It should be apparent that as the acidity of the water decreases , the 
pH value (by definition) increases. Any solution with a pH value greater 
than seven, is basic or alkaline. 

If the concentration of hydrogen ion, denoted as (H"*"), is not an in
tegral power of ten, the following definition of pH may be used. pH is the 
negative logarithm of the hydrogen ion concentration. The pH meter is 
calibrated in positive numbers and fractions with seven as the neutral 
point. In using a table such as Table 3.0, it is possible to calculate the 
hydrogen ion concentration at any given time. 

The measuring device itself consists of two units, an electrode as 
sembly and an external voltage-measurement component. The electrode 
assembly is immersed in the solution to be measured and a voltage is pro
duced between the faces of the two electrodes. This voltage signal is sent 
to a meter and converted to a representative pH reading. Generally, a 
third probe is also inserted into the solution to compensate for tempera
ture changes and give a more accurate reading. 

3.2 Conductivity Measurement 

In discussing the ion-exchange column, it was observed that many 
of the impurities found in the reactor water system are ionic. If two op
positely charged electrodes are placed in a solution containing ions, the 
positively charged ions will be attracted to the negative electrode, and the 
negatively charged ions will be drawn to the positive electrode. This 
movement of charged particles through the solution resul ts in a transfer 
of electrical charge, and the solution is said to be conducting an electrical 
current. This type of conduction, which resul ts from a movement of ions 
through a solution, is called electrolytic or ionic conduction to distinguish 
it from metallic conduction, which occurs as electrons flow through wire. 
The amount of current transferred is dependent upon the number of ions 
present in the solution. 

Water varies in its ability to conduct a current . This variance is 
dependent upon the number of ions present in the solution. Absolutely 
pure water offers a resistance of approximately twenty megohm centi
meters . This value is the resis tance measured between opposite faces of 
a one-centimeter cube of water. As purity of the water decreases , the 
resistance also decreases. 

The conductivity meter measures the resis tance of the water, and 
this resistance is then related to the purity. The instrument consists of a 
probe with two platinum electrodes. The probe is immersed in the solu
tion, and the resistance is measured between the two electrodes. The 
conductivity meter itself is read either in units of resis tance (megohm cen
timeters), or in units of conductance (micromhos per centimeter). 
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3.3 Helium System 

Voids exist above the surface of the water within the reactor vessel . 
Air cannot be allowed to fill these open spaces for several reasons. Air 
is a mixture of gases, some of which become radioactive. If air is used 
for a reactor atmosphere, the shielding and problem of personnel protec
tion become considerable. The presence of air over the reactor also 
increases the rate of corrosion. Nitric acid is formed from the nitrogen 
in the air and the decomposed water. Hydrogen in air also increases the 
corrosion ra te . Finally, it is desirable to sweep away the decomposed 
water either to a recombination system or to a disposal facility. For 
these reasons , a helium atmosphere is generally provided to cover the 
reactor system. This atmosphere is not limited just to the reactor ves 
sel, but occupies any space above the water-s torage tanks and all voids 
in various piping components. 

Helium is used for this purpose because it exhibits many desirable 
proper t ies . The element is one of the inert gases, which means that 
helium will not undergo chemical reactions. The element does not absorb 
neutrons and has no effect upon reactivity. Helium is twice as heavy as 
hydrogen but has excellent lifting power. This property allows the gas to 
pick up the dissociated mater ia ls , and, as helium is easily pumped, to 
ca r ry these mater ia l s away. The gas itself does not become radioactive 
and is nonhazardous to operating personnel. Helium used m a reactor 
system must be of a very high purity, and the cost of the gas is consider
able. The definite advantages, however, more than outweigh the relatively 
high cost. 

Another purpose of providing a helium atmosphere is to prevent 
an undesirable entry of air into the reactor system. To acconnplish this, 
the helium system is pressur ized to a value slightly greater than ataios-
pheric p re s su re . This differential p ressure is approximately equal o the 
force exerted by 2 in. of water and is maintained by a suitable gasholder. 
This positive p ressure with respect to atmosphere prevents air from 
entering the system in the event of a leak. 

The gasholder itself is simply a device capable of varying its in
ternal volume in such a manner as to maintain a constant positive pressure 
throughout the system. Two different types of gasholders will be con-

idered. both of which have been used in Argonne reac tors . 
s 

At the CP-5 reactor , the gasholder is a cylindrical tank ^^ ^^ich a 
diaphragm or disc moves within the tank in a ver t ical plane (see Figure 3.1) 
The disc is usually quite heavy and counterbalances a re adjusted to sup
port this weight. The disc moves automatically to maintam a constant 
p r e s su re . 
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The gasholders used at the Janus and Juggernaut reac tors a re of a 
different nature and consist of two drums, one inverted inside the second 
(see Figure 3,2). An oil seal is provided between the two drums, and the 
movable section adjusts itself within the confines of this seal to maintain 
the desired pressures . 

"Q 

X POUNDS ANOSin. 

OF WATER PRESSURE 

^ FILLED WITH GAS K 
GOES TO SYSTEM 

Fig. 3.1. Disc-type Gasometer 

"^ 

I "X" P0UNDSAND2 In H?0 

Fig. 3.2. Oil-seal Gasometer 

In both types of gasholders, the movable components maintain a 
constant pressure upon the helium system. The helium system normally 
contains a safety blow-off valve to prevent overpressurizat ion. The inlet 
to the helium system is placed at some appropriate position in the gas
holder and flow originates from the gasholder. 

3.4 Catalyst Chambers 

hi water-moderated-and-cooled reactors a special problem exists 
with the helium system. Water dissociates to some extent under radiation. 
In reactors in which ordinary water is used, the problem is in removal of 
the hazardous products. These may either be recombined or disposed. 

Heavy water, however, is much too expensive to throw away and 
must be recombined. To accomplish this, a catalyst chamber is installed at 
some point m the helium system. The chamber is filled with palladium-
coated aluminum oxide pellets. The palladium-coated pellets are the actual 
catalytic agent. (A catalyst is a substance which a l ters the rate of a chemi
cal reaction without becoming permanently changed itself,) In this applica
tion, the pellets speed up or enhance the recombination of either ordinary 
or heavy water. The helium gas is passed through the chamber and any 
dissociation products are recombined, recovered, and then returned to the 
main water system. 

Occasionally, the helium system becomes contaminated by various 
gases mcluding air which has managed to enter the system. Frequent anal
ysis of helium gas samples is made and when conditions warrant, the entire 
system is purged. The atmosphere is completely replaced by pure helium 
and the contaminated gas discharged to a ventilation system. To recover 
any heavy water vapor, cold traps are usually placed in the purging lines 
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CHAPTER IV 

REACTOR SHIELDING 

4.0 Biological Shielding 

In a general reactor scheme, a biological shield surrounds the 
reflector zone. This shield serves the purpose of attenuating the radiations 
emanating from the core . Normally, a shield is a combination of mater ia ls 
which attenuates both neutrons and gamma rays . The reactor shield is 
necessary to reduce exposure of personnel. The problems of radiation pro
tection are of considerable importance because of the intensity of the radia
tions found around reactor s i tes . The alpha, beta, gamma, and X rays 
emitted by various nuclides within a reactor , and the neutrons that escape 
from the core are all known to have detrimental biological effects upon the 
human system. The harmful consequences of these radiations a re in pro
portion to their relative ionizing power. This ionization causes orbital 
electrons to be ejected from atoms comprising various compounds m the 
body. It has been determined by biologists that the radiations affect indi
vidual cel ls , possibly by destroying enzymes which determine the particular 
function of a given cell . High dose rates of radiation will produce severe 
surface burns in addition to the cell damage which occurs withm the body. 
If accidentally inhaled, certain particle emit ters tend to accumulate m 
certain sections of the body, and their harmful actions continue even though 
the individual may no longer be near a radiation source. A sufficiently high 
amount of radiation has a lethal effect upon the biological system. All of 
these types of radiations exist at unprotected irradiation facilities. The 
rapid pace at which atomic energy projects are developing makes it neces
sary for a large number of personnel to study and work with components 
involving radiological hazards . The reactor shield protects these people. 

4.1 Experimental Requirements 

In a r e sea rch reactor , experimental facilities are established to 
obtain needed data. Much of the experimental equipment depends upon the 
intensity of the radiations measured. This intensity is proportional to the 
square of the distance from the source. To obtain required intensities, 
experiments quite often must be conducted in close proximity to the reactor 
This indirectly imposes an additional shielding requirement. Pr in iary count
ing instruments normally count very low levels of radiation even though 
thf actual intensity may be quite high. In desigmng a shield, - - ' " - ^ ^ ^ ^ 
chosen to provide maximum protection to personnel with a minimum thick
ness The shield must prevent biological damage and still be flexible 
enough to satisfy experimental requirements , both for intensity of the source 
and radiation background l imi ts . 
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4.2 Radiations Produced in Fission 

PHOTOGRAPHIC PLATE 

A mass of uranium-235 undergoing fission yields many different 
types of part icles, both charged and uncharged. This discussion will be 
limited to only the main part icles , with the understanding that many other 
particles do exist. In the group of charged part icles found within a reactor 
are the fission products, alpha part ic les , beta par t ic les , protons, positrons, 
and deuterons. The uncharged radiations of concern are the neutron and the 
gamma ray. 

To examine certain properties of some of these par t ic les , we place 
a small quantity of a material containing radium at the bottom of a hole 
bored into a piece of lead (see Figure 4.0). All radiations will be stopped 

by the lead except those headed directly 
upward. The sample, enclosed in its lead 
shield, is placed between the poles of a 
magnet (see Figure 4.0) with a photo
graphic plate positioned above it to receive 
and detect any rays that are emitted. In. 
observing the direction of the emissions, 
it will be found that one set corresponds to 
what one would expect for relatively heavy, 
positively charged part icles passing through 
a magnetic field. These a re alpha particles, 
and further study proves them to be helium 
nuclei. Other part icles are deflected in the 
opposite direction and to a much greater 
extent. These are the beta rays . They 
behave like negatively charged particles 

of very small mass . These particles are electrons. The third ray, which 
strikes the center of the photographic plate, is not deflected at all. This is 
the gamma ray, which is an electromagnetic wave similar to light but of a 
shorter wave length. 

, ,nio^^%'P^'"^ °^ ^^^ S^""""^ ^^y^ i^ the same as that of light or 
3 X 10 cm/sec and equal to 186,000 mi l e s / s ec . The speeds of the alpha 
particles depend on the kind of nucleus from which they are emitted but 
ranges are found from approximately 9,000 to 14,000 mi l e s / s ec . Beta rays 
often travel as fast as 100,000 mi le s / sec . -Deta rays 

and ar. '^^' ' ' ' ' ' T^'^l^'t ' ^ ' ' P""^ '^^ '^ °^^Y the thinnest sheets of metal 
greate l e Z l T ' ' " T ' ^ " ' ^ ^ ''^'^ ° ' P ^ ^ " ' ^^^ ^^'^ P - ^ - ^ e s have f; fo^L'itet 0 T5^^^f^a;umi:::;^^?^^ ̂ "̂̂̂ ^̂̂ ' '̂^ ̂ - ^̂ °̂ -<̂  ̂^ 
ers of metal L H ^ ' '^ "^/^^'^^'i '^"^- Gamma rays can penetrate thick lay-
lead The r e l . '""''" ' ^ ^ " ^''^^ traveling through 8 or 10 in. of 

s t e d l u h a l u m " ^^^^^^^^^^^ P ° - - ^ °f these three types of radiation 
tested with aluminum are approximately as follows: alpha part icles 1; 

Fig. 4.0. Deflection of Radiation 
in Magnetic Field 
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beta part ic les 100; gamma rays 10,000. An experiment of this type points 
out that the propert ies of various part ic les dealt with in the nuclear field 
are quite different. Because of this fact, a shield capable of stopping one 
type of radiation may be entirely unsatisfactory for any one of the other 
par t ic les . 

The fission products, alpha part ic les , deuterons, and protons are 
positively charged. These part icles have a large mass and move with 
relatively low speeds. When part icles of this type enter a shielding mater ia l , 
they disturb orbital electrons in the atoms in the mater ia l and in doing so 
lose some of their energy. The greater part of the energy of a particle is 
found in the form of kinetic energy or the energy of motion. A rough com
parison of the positive charged part icles versus other types of part icles 
may be made. The shield may be compared to a netlike structure having a 
small mesh. The size of an alpha part icle, relatively speaking, would be 
represented by a basketball when compared with a neutron or gamma ray. 
F rom this view, the neutron or gamma ray could be compared with a bullet, 
as these part ic les are very small and move at much higher speeds. The 
speed of the part icle is of great importance when shielding is considered. 
When the basketball is thrown at the net, it will either bounce off or be 
stopped. A bullet, on the other hand, would pass right through the net, meet
ing little or no res i s tance . By analogy, the same type of events occurs when 
part ic les strike shielding mat ter . The heavy, slowly moving particles are 
readily stopped with a minimum of mater ia l , whereas other part icles require 
additional shielding. Approximately 0.0005 in. of aluminum will stop any of 
the fission products, and 0.002 in. will stop alpha part icles with an energy 
of 7 Mev. This means that the fission products, alpha part ic les , and cer 
tain of the other positively charged part icles will be contained withm the 
fuel cladding. The beta particle is much lighter in weight and moves with 
a higher speed. Beta radiation consists of free electrons. These electrons 
are easily captured and present no part icular shielding problem. When 
dealing with any charged part icle, we may assume that the normal thickness 
of any combination of fuel cladding, moderator , and reflector will be suffi
cient to provide adequate shielding for all radiations due to charged part ic les . 

4.3 Uncharged Par t i c les 

The massive shields around a reactor are required to stop gamma 
rays and neutrons. A nuclear reactor is a profuse source of gamma rays . 
These rays are produced from several different sources. When a uranium-
235 nucleus undergoes fission, the fission is accompanied by gamma-ray 
emission, either as prompt gamma rays or as fission product gamma rays . 
An additional source of gamma radiation is the many radioactive neutron-
capture processes which occur in the fuel, moderator , coolant, and s t ruc
tural mate r ia l s of a reac tor . In addition, the absorption of beta part icles 
mav also give r i se to X radiation. These emissions are ionizing radiations 
emanating from the reactor at tremendous speeds. The basic engineermg 
problem is to construct a shield satisfying all requirements but still leaving 
the reactor as a flexible r e sea rch tool. 



The absorption of gamma radiation can be attributed to three sepa

rate physical processes of interaction with matter. Each of the types con

tribute to the total absorption. The role each process has in absorption 

varies both with the energy of the radiations being absorbed and with the 

properties of the absorbing material. These three processes are known 

as (1) the Compton effect, (2) the photoelectric effect, and (3) pair produc

tion. Each of the three processes will be examined briefly. 

The first of the three effects that account for attenuation of gamma 

radiation in matter is the Compton effect. This can be understood in terms 

of a collision of a gamma ray with a free electron. When speaking of free 

electrons, the term is used in a relative sense, as it deals entirely with 

atomic electrons. These electrons are bound to the atoms in the absorbing 

material. If the gamma-ray energy exceeds the atomic binding energy of 

the struck electron, the latter may be considered as a "free" electron. For 

the interaction of gamma radiation with energy of about 0.1 Mev or higher. 

with electrons, the electrons may be considered to be free. This distinction 

becomes very important in computing the role of Compton scattering as an 

effective method of gamma-ray attenuation. (For gamma radiation of lower 

energy, the photelectric effect becomes 

much more important.) In Compton 

scattering, a gamma ray or photon en

ters the shielding material, striking an 

electron a glancing blow, thereby losing 

some energy (see Figure 4.1). This can 

be described as a collision between a 

gamma ray with an electron initially at 

rest. It should be noted that the gamma 

ray emerges with diminished energy Ej 

scattered at an angle 0 . The electron 

moves away from the point of collision 

INCIDENT PHOTON Eo 

Fig. 4.1. The Compton Effect 

at an angle Sand carries away the energy lost by the gamma ray in the 
form of kinetic energy. 

The second of the physical processes that lead to the attenuation of 
gamma radiation passing through matter is the photoelectric effect This 
process results in the complete 

absorption of a gamma ray by an ^ ^N.^ PHOTOELECTRON 

a t o m of t h e a b s o r b i n g m a t e r i a l , 

t h e r e b y c a u s i n g a n e l e c t r o n t o b e 

e j e c t e d w i t h a r e a s o n a b l y h i g h 

k i n e t i c e n e r g y ( s e e F i g u r e 4 . 2 ) . 

T h e p h o t o e l e c t r i c e f f e c t i s t h e 

p r e d o m i n a n t t y p e of i n t e r a c t i o n 

w i t h m a t t e r of g a m m a r a y s h a v 

i n g e n e r g i e s b e l o w 0 .1 M e v . I t 

IS i m p o r t a n t t o r e m e m b e r t h a t 

m t h i s c a s e t h e g a m m a r a y i s 

INCIDENT PHOTON 

Fig. 4,2. Photoelectric Emission 

of K Electron 
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completely absorbed. This happens as the gamma ray interacts with the 
atom as a whole, which ca r r i e s away momentum as it recoils after the col
lision. The most probable reaction is one between the gamma ray and the 
most tightly bound electrons, i.e., the two K-shell electrons. This shell is 
involved in about eighty per cent of the photoelectric absorptions if the in
cident gamma-ray energy is great enough to overcome the binding energy 
of the K electrons. Even though the gamma ray is completely destroyed in 
a photoelectric absorption, it should be understood that the removal of a 
K electron will cause the emission of X rays as the outer electrons fill the 
gap left in lower energy levels of the atom. As the gamma-ray energy de
creases below the binding energy of the K shell, a sudden drop occurs in 
the interaction probability curve, and similar drops will appear as the 
energy falls below the binding energy of the L, M, etc., shells. As the 
energy of the gamma ray increases beyond the binding energy range of the 
K shell, the interaction probability also decreases . 

The final mechanism that will be considered is pair production. In 
effect, this is the conversion of radiation energy into mass . This effect, 
which increases with increasing gamma energies, resul ts in an incident 
gamma ray changing into two par t ic les . A gamma ray is destroyed and an 
electron pair (an electron and a positron) are created (see Figure 4.3). 

These particles may be called positive 
and negative electrons. This effect takes 
place primari ly in the vicinity of a nucle
us , and the created particles must have 
equal and opposite charges according to 
the principle of conservation of an electric 
charge. A gamma ray, with an energy 
equal to or more than 1.022 Mev, is con
verted to an electron carrying a positive 
charge and one with a negative charge. 
The figure 1.022 Mev is twice the res t -
mass energy of an electron converted to 
Mev. 

Fig. 4.3. Pair Production Examine what happens to the 
newly created par t ic les . Electrons have 

a negative charge, and present no particular shielding problem. The posi
tive electron, or positron, is an example of what is called anti-matter (see 
F igur i 4 4). A free electron is readily captured by ions as previously dis-
Tuf sed A secondary effect occurs when a positron collides with an elec-
^,",', These two parUcles are attracted together, forming secondary gamma 

; with In energy of 0.51 Mev. and the electron and positron disappear. 
T y a b s o r U n g T a t l n ^ l used for shielding must be capable of stopping 
both p r imary and secondary gamma rays . 
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POSITRON 

/ 

ELECTRON 

Fig. 4.4. Positron and Electron 
Interaction 

The mater ia ls used for a 
reactor shield employ all three of 
these processes for gamma-ray 
attenuation. The relative effective
ness of the three mechanisms is 
shown in Figure 4.5. The increase 
in the cross section for pair pro
duction with increase of gamma-
ray energy is in direct contrast 
with the behaviour of the cross sec
tions for the Compton and photo
electric effects, both of which fall 
off with increasing photon energies. 

It is not implied that in the Compton scattering and photoelectric effects all 
attenuation ceases as gamma rays of higher energy are produced. Some 
attenuation occurs at all energies. The net effect, however, is diminished 
as the energy of the incident 
gamma is increased. The exis
tence of these three processes 
is one of the phenomena which 
makes nuclear science so inter
esting. The problem becomes 
how to shield against gamma 
rays. Pair production absorbs 
gamma radiation of higher en
ergy, and Compton scattering 
and the photoelectric effect 
eliminate the problem of ab
sorbing radiations of lower 
energy. 

PHOTOELECTRIC EFFECT 

COMPTON 
i SCATTERING EFFECT 

TOTAL CROSS SECTION 

10 too 1000 
GAMMA ENERGY, Mev 

Fig. 4.5. Gamma-ray Attenuation 

The other uncharged particle to be considered as a cause of difficult 
shieldmg problems is the neutron, which, as the name implies, is electr i
cally neutral. Because of this property, neutrons have a very high pene
trating power. When the neutron passes through various mater ia ls it is not 
scattered by electrons or nuclear electrical fields. It can only be removed 
by more or less direct collision with atomic nuclei. The cross section of 
any given material for neutron absorption is a measurement of the proba-
bUity that an absorption will occur. 

Before a neutron can be stopped, it must be slowed down. Modera
t e s ' ' u t s " f " 7 ^:l"' '^" ' •^°" ' °=̂  ^ " y l l - - - i l l effectively accomplish 
tureri i ^ i T ^ ' ' ' " ' ' ° " ^^' "^^^^ ^l°*«d down that it may be cap
tured or removed. In addition to the moderator as a means of effectivei? 
slowing neutrons, mixtures of certain heavy elements and compounds con
taining hydrogen are often used. Heavy mater ia ls such as iron! lead and 
bismuth do not necessari ly capture neutrons, but will help in slowing them 



down to about 0.5 Mev. High-density concrete and other mater ia ls are 
used to absorb the slowed par t ic les . The entire process then is two-fold: 
(1) neutrons are slowed down, and (2) slow neutrons are captured or 
absorbed. 
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4.4 Shield Components 

Many different types of elements can go into the makeup of the 
completed reactor shield. Inasmuch as charged part icles are easily cap
tured or absorbed, essentially a shield is required to stop gamma and neu
tron radiations emanating from the reactor . The shield must perform three 
individual functions. It must slow down neutrons, capture the slow neutrons, 
and absorb gamma radiations. The discussion of moderators has shown that 
they effectively slow down neutrons. A part of the neutron shield, in the 
form of modera tors , is the reactor itself. Such mater ia ls as iron, copper, 
cadmium, boron, and lithium have good cross sections for neutron capture, 
and combinations of these mater ia ls may be used in shield construction. 
The absorption of gamma rays is accomplished by using elements such as 
lead, iron, and even depleted uranium. Heavy and light water are good 
gamma-shielding mediums, and most heavy elements will accomplish 
gamma attenuation. 

4.5 Shielding Arrangement 

The actual shield usually consists of about 6 to 8 ft of high-density 
concrete and required thicknesses of other suitable mater ia l s . Because of 
the shield's pr imary function for health protection, it is generally known as 
a BIOLOGICAL SHIELD. Through the absorption of neutrons and gamma 
radiation, that part of the shield which is in immediate contact with the core 
may become thermally hot. For this reason, special cooling facilities are 
normally provided to prevent cracking or other heat damage. For this rea
son the inner portion of the shield, generally known as the THERMAL 
SHIELD, is usually constructed of steel plates. This THERMAL SHIELD 

may also be considered as two 
separate par ts : the gamma shield 
and the neutron shield. Fig
ure 4.6 shows a typical shielding 
arrangement, including the r e 
actor vessel . The moderator is 
shown as part of the shield, as it 
was chosen to control neutron 
economy by slowing the fast neu
trons. The graphite zone directly 
outside the vessel serves as a 
moderator-ref lector . 

-DENSE CONCRETE-

—REACTOR RADIUS 

Fig. 4.6. Typical Shielding 
Arrangement 

It has been mentioned that 
such mater ia ls as iron, copper. 
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cadmium, and boron have fairly high cross sections for neutron absorption. 
When thermal neutrons are absorbed, the atom involved l ibera tes energy 
of about 6 Mev, This is a large amount of energy, and, as a great number 
of this type of absorptions occurs, it is necessary to pay par t icular atten
tion to the manner and form of radiation removing this energy. The ele
ment iron has a high capture cross section for thermal neutrons, but 
almost all of the resulting energy is released by the emission of one high-
energy gamma ray. If iron is to be used as a neutron shield, further 
shielding will be necessary to absorb this secondary gamma ray. Elements 
which will interact with neutron-gamma reactions a re not as advantageous 
as those which undergo neutron-alpha-type react ions. By this it is meant 
that, as the neutron is absorbed by the shielding mater ia l , the resulting 
energy is given off in the form of an emitted alpha par t ic le . Recall that 
alpha particles carry a positive charge and are relatively easy to shield. 
Boral, an aluminum-boron complex clad with a mater ia l suitable for stop
ping alpha part icles, is such a compound. The neutrons are captured, 
energy is given off in the form of alpha par t ic les , and these in turn are ab
sorbed by the clad. One-half inch of boral shielding will comprise an excel
lent thermal neutron shield. It has already been mentioned that steel plates 
usually surround this portion of the thermal shield to prevent damage caused 
by heating. 

To accomplish absorption of gamma radiations, a layer of lead is 
constructed adjacent to the neutron shield. Lead has a fairly good cross 
section for gamma absorption and, since it is the cheapest of the good 
gamma absorbers , has proven successful in this application. The final 
step is to encase the reactor shield in a layer of high-density concrete. 
Concrete of this type is usually filled with lead shot and/or iron punchings. 
The primary consideration after shielding requirements have been sat is
fied is to make the entire shield as thin as possible in order that experi
mental equipment may be placed close to the reactor . 

To review, consider the steps necessary to complete the shielding 
arrangement: 

1. Selection of moderator and reflector, both to conserve and slow 
down neutrons. 

2. Selection of shielding mater ia ls for neutron absorption by means 
of neutron-alpha or neutron-gamma types of reaction. 

3. Provision of extra s tructural support and cooling to prevent ra
diation and heat damage to the shield. 

4. Selection of gamma-absorbing mater ia l s to stop gamma radia
tion coming from the reactor . 

5. Provision of a shield casing of mater ia ls such as concrete to 
absorb any radiations that may possibly have escaped from the 
other shielding components. 
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4.6 Irradiat ion Facility Shielding 

The re sea rch reactor is used for experimental purposes. This 
means that provisions must be made for facilities which will permit a r e 
lease of radiation in predetermined amounts. Obviously, the only way to 

accomplish this is to disrupt the 
shield. When this is done, shield 
integrity is lost and leakage oc
curs . To seal up the experimental 
beam holes when they are not in 
use, "plugs" are used. The line-
of-sight method (see Figure 4.7) 
is used to seal the beam holes. 

Observe that the plugs and 
hole l iners are stepped. Any es 
caping radiation would have to 
make at least two right-angled 
bends to escape from this type of 
shielding arrangement. Generally, 

if the source cannot be observed through annulus, radiations will be con
tained. The only restr ic t ion on this stepped arrangement is to insure that 
sufficient shielding remains to stop the radiations. 

The operator will often be called upon to handle and remove sam
ples from these reactor access ports . Operator assistance may also be 
recuired in the placement and removal of experimental equipment. Reactor 
personnel are working with radiation daily. THEY MUST NOT BECOME 
C O M P L A C E N T ; A shield is provided around the reactor for your protec
tion When it is necessary to work near or around radiation beams, the 
fundamentals of shielding should be recalled. Only a combination of shield
ing will stop all types of radiation. A lead brick will not provide a good 
shield against a neutron beam. Materials such as heavy concrete or mix
tures of iron and paraffin are much better in this application. Absorbers 
such as boral . cadmium, and others would be excellent, but it must be 
remembered that these mater ia ls suffer neutron-alpha reactions, neutron-
gamma reactions, etc. , and other shielding may be required to stop the 
gammas. 

Fig. 4.7. Line-of-sight Shielding 
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CHAPTER V 

REACTOR TEMPERATURE AND PRESSURE MEASUREMENT 

5.0 Necessity of Temperature Measurement 

A nuclear reactor is an energy-producing scientific tool. It is im
portant to real ize that reac tors do not in themselves produce mechanical 
or e lectr ical energy; they produce heat. The effect of heat energy upon 
reactor charac te r i s t ics has been discussed previously (see Sections 1.12 and 
2.4). Heat is produced in the core, and it is necessary in reactor operation 
to measure the amount of power generated in the core region. A convenient 
method of determining reactor power level involves a temperature measure
ment. Thus, t empera ture-measur ing devices are necessary in at least two 
locations in the primary'cooling system. If a reactor contains supporting 
secondary sys tems, additional measurements become necessary. In short, 
temperatures tell reactor personnel much about the actual behaviour of the 
reactor . By using appropriate devices it is possible to obtain direct infor
mation regarding internal tempera tures , fuel-element temperatures , shield 
cooling, p r imary and secondary system performance, ion-exchanger status, 
and many others . 

5.1 Temperature Scales and Units 

A change in the temperature of a substance will occur when energy 
is lost or gained by the substance. This change of temperature can be de
tected by an instrument such as the familiar thermometer , which is filled 
with a liquid whose density changes with temperature , or by a thermocouple 
whose e lect r ical propert ies change with temperature. 

For most common uses the familiar mercury thermometer is used. 
It has a bulb, filled with mercury , connected to a fine tube into which the 
mercury can flow as it expands when the temperature r i ses . The scale of 
a thermometer may be one of several types. In this country, the Fahrenheit 
scale is generally used for ordinary purposes, and the most common scale 
in scientific work is the Centigrade. On the Centigrade scale, the 0 mark 
is the point where the column of mercury stands at the freezing point of 
water, and the 100° mark is where it stands at the boiling point of water 
under one atmosphere of p re s su re . On the Fahrenheit scale, the freezing 
point of water is 32°, and the boiling point of water under one atmosphere 
of p r e s su re is 212°. The relationship of the Fahrenheit scale to the Centi
grade is shown in Figure 5.0. 

Sometimes temperature measurements are made in both systems of 
units so it is necessary to easily convert from one unit of measurement to 
another Consider Figure 5.0. A difference is noted in the number of units 
between the freezing and boiling points of water for each scale In the 
Fahrenheit scale, there is a difference of 180 degress (212°-32°), and m the 
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FAHRENHEIT 

212° 

CENTIGRADE 

Fig. 5.0. Comparison of Fahrenheit 
and Centigrade Tempera
ture Scales 

Centigrade a difference of 
100 degrees (l00°-0°). Thus, 
one Centigrade degree is equal 
to 1.8 Fahrenheit degrees, as 
long as the relationship involves 
just the size of the degrees on 
the two scales . To convert read
ings from Centigrade to Fahren
heit or vice versa , it must also 
be remembered that the two scales 
begin at different reference points. 
On the Centigrade scale, the freez
ing point of water is zero degrees, 
but on the Fahrenheit scale, the 
freezing point is 32 degrees above 

zero. It should be obvious then that in order to obtain a relationship between 
the two scales related to the size of degrees, it is necessary to subtract or 
add 32 degrees to obtain the point where the respective scales begin. 

Keeping these facts in mind, it is possible to write the following 
equations. To convert Fahrenheit to Centigrade, the formula 

C = (F - 32)/l.8 

is used, and conversely to convert Centigrade to Fahrenheit another form 
of the same equation, 

F = 1.8 C + 32 , 

may be used. The general formulae usually applied for temperature con
version are as follows: 

Centigrade to Fahrenheit: F = (C° x 9/5) + 32° ; 

Fahrenheit to Centigrade: C = (F° - 32°) x 5/9 

By use of one of these formulae, a reactor water temperature of 43° C can 
be converted to the Fahrenheit scale as follows: 

Use Formula F = (C° x 9/5) + 32° . 

Therefore, 

F = (43° x 9/5) + 32° 
= 77.4° + 32° 
= 109.4° 
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5.2 Tempera ture-measur ing Devices 

In the measurement of reactor tempera tures , it is not feasible to use 
a conventional mercury or alcohol thermometer . Many points where such 
measurements must be taken a re inaccessible, and an instrument must be 
capable of being read at a distance from the actual measuring point. In 
addition, it is advantageous if many widespread measuring points may be 
indicated centrally in an a rea such as the control room. If this can be ac 
complished, the reactor operator has an immediately accessible observation 
point from which to watch certain reactor charac ter i s t ics . Two devices, the 
thermocouple and the res is tance thermometer , adapt themselves readily to 
a remotely indicating system of this type. Both of these devices are used 
in Argonne reac to r s . 

The first tempera ture-sens ing device to be discussed is the thermo
couple. A thermocouple is a pair of d iss imilar , electrically conducting 
mater ia l s , joined together at one end. When two different metals are joined 
together at one end and the junction point is heated, a certain voltage will be 
developed between the free ends of the metals . This voltage is directly 
proportional to the temperature difference between the junction and the free 
ends and falls in the millivolt range. If the free ends a re then attached to 
a millivolt meter , the voltage may be read and converted to desired temper-
ature units. 

Many different types of metals will function in a thermocouple device, 
but certain metals do a better job than others . Consider the requirements 
in a good thermocouple scheme. F i rs t , the relationship between voltage out
put and temperature should be fairly linear. Metals providing a voltage 
change of about 0.1 millivolt per degree of temperature change are desirable 
for thermocouple use. The voltage changes must be reproducible over the 
anticipated operating range. Also, the voltages that the thermocouple devel
ops must have a value sufficiently great to allow detection with standard 
nieasuring ins t ruments . Finally, thermocouples are normally used m inac
cessible points where high tempera tures , rapid temperature changes, radi
ation damage, and corrosive effects are encountered. This means that the 
device must be capable of withstanding these effects over a reasonable op-
erating lifetime. 

No specific set of metals has been found that will function ideally 
under all conditions, but several different types a re in common use The 
operating conditions will determine the choice of a particular set of metals . 
Some common types of thermocouple wires a re : 

1. Copper-Constantan 

2. Iron-Constantan 

3. Chromel-Alumel 

4. Chromel-Constantan. 



The word thermocouple refers to the two specific metals and their 
junction, but this term is often used to describe the entire thermocouple 
assembly (see Figure 5.1). This assembly consists of the two appropriate 

metallic wires (A and B) surrounded by an 
jMiNALS electrical insulating material. The entire unit 

is enclosed in a protective sheath which serves 
iLjjioN to minimize damage caused by heating and cor

rosion. At the upper end of the thermocouple 
assembly, terminal endings are attached to 
provide a means of connection to the measur-

:RMOCOUPLE 

SHIELD ing instrument. 

H O T JUNCTION 

Fig. 5.1. 

Typical Thermocouple 
Assembly 

As previously stated, it is desirable to 
provide for a centrally located point from which 
to receive various readings. As a rule, the 
thermocouple is not long enough to allow a di
rect connection to the measuring instrument. 
To make the circuit complete, extension wires 
composed of the same metals as the thermo
couple wires are used. If extensions made of 
other metals were used, additional junctions 

would be created, and it would be very difficult to obtain an accurate tem
perature reading. An increase in the length of the thermocouple extension 
wires causes an increase in resistance. To compensate for this resistance, 
a measuring instrument called a potentiometer is often used. This device 
measures the voltage produced without requiring a flow of current. This 
instrument allows considerable flexibility in temperature measurement. 
It is possible to add any length of extension wire required and to locate 
all of the temperature-recording instruments at one place. 

The thermocouple itself has two junctions. The first is the "hot 
junction." This junction is the point at which the thermocouple wires are 
joined and is subjected to the actual temperature that is to be measured. 
The other junction is a reference or "cold junction." This is the point at 
which the open ends of the thermocouple connect to the measuring instru
ment. Recall that the metals in a thermocouple unit produce a voltage, 
and that the voltage is proportional to the temperature difference between 
the junction and the open ends. Since this is true, it is important either to 
keep the reference junction at a constant temperature or to insure that the 
measuring instrument automatically changes as its temperature increases 
or decreases. If the reference junction fluctuates, temperature readings 
will not be accurate. It is more practical to provide for automatic com
pensation in the recording device than to be constantly concerned with 
maintaining an even temperature at the reference junction. To accomplish 
this, a copper coil is installed in the measuring instrument. This coil is 
designed to change in resistance as the temperature changes and to com
pensate for any temperature change in the reference junction. 
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Fig. 5.2. Resistance Thermometer 

The second tempera ture-measur ing device to be considered is the 
res is tance thermometer (see Figure 5.2). In physical appearance, this 
device somewhat resembles the thermocouple. Its operation is based on 

the principle that, when a metal 
is heated, its electr ical res i s t 
ance is increased. In the discus
sion on thermocouples, we were 
concerned with eliminating res i s t 
ance from our measurement. The 
resis tance thermometer uses the 
change of resis tance to provide an 
accurate temperature reading. The 
device consists of a detecting ele
ment and a measuring instrument. 
The detecting element is called a 

resis tance thermometer bulb. The bulb contains one coil of pure nickel wire 
and a second coil of manganin wire. The manganin coil is used to adjust 
res is tance, and this feature makes all resis tance thermometer bulbs identi
cal and completely interchangeable. The nickel coil changes in resistance 
as temperature increases or decreases , and the change in temperature is 
recorded on a measuring instrument called the Wheatstone bridge. This 
instrument will measure the change of resis tance in the nickel coil and 
indicate the change in t e rms of temperature. To compensate for changes 
of res is tance in the extension wire, an additional conductor is usually added 
between the res is tance thermometer bulb and the Wheatstone bridge. This 
wire compensates or balances out the resistance of the other two wires and 
provides for a more accurate reading. To prevent damage caused by cor
rosion and heat, the entire detection unit is enclosed in a protective sheath. 

In measuring temperatures for reactor work, the difference between 
two tempera tures , rather than the individual temperatures often becomes 
i l p o r ^ n t This temperature difference is called the delta T (and denoted 
aTAT) In computing'a power level, the temperature difference between 
^^o points in the pr imary circulating system is — ^^^f^f ^^^r^f^^^ 
by a^precalculated ^ - r t ^ i ctor P -^ .^De l t a^X^s^a^e also 

; 7 t i c r i r r T y ; f e m r f ^ u " : i o T n r T?iUust ra te this point, briefly consider 
^he ca t aLs t or recombination chamber which has previously been discussed. 
In the catalyst chamber, elements formed by dissociation are recombined. 
In the cata yst cna , produces a certain amount of energy m 
A chemical reaction such as this proau catalyst chamber, it 
the form of heat By ^^IZ^ZJiicielyoltll c h L b e r . ' This principle 
becomes possible to "b^^^^^^^/^^f , ' ; ; ""^^ , ^„d is another method of 
may be applied to ^^^ef^lllsZl olToTtro,. If thermocouples are 
giving reactor ^^.^l°l^^\^^:^'^i;;Zly be connected in ser ies , as long as 
. s e d for ^l^l^l^%^^^;^'^:i " ; t n th'e resistance thermometer is used, 
r T T m S s l r T d by placing a second resis tance thermometer bulb in another 
leg of the Wheatstone bridge circuit. 



5.3 Necessity of P res su re Measurement 

P re s su re is a force applied to a unit a rea . In a reac tor , many dif
ferent forces, both nuclear and physical, are at work. It is necessa ry to 
measure the p ressures of gases and liquids. The reactor is essential ly a 
closed system and therefore subject to internal p re s su re changes. Liquids 
a re forced, under p ressure , throughout reactor sys tems, and it is impor
tant that these pressures be observed and recorded. Helium p r e s s u r e s , 
air p re s su res , and others are also measured. As do tempera tures , p r e s 
sures keep the reactor operator informed as to the status of the various 
reactor systems. They provide a method of observing many internal 
changes, and also may serve to operate safety devices should extreme con
ditions ar i se . 

5.4 P res su re Scales and Units 

In measuring pressure , two different scales a re in general use. 
These are the gage system and the absolute system. The only difference 
between the two systems is the reference point for zero p r e s su re . In the 
absolute system, zero pressure is a complete vacuum, whereas in the gage 
system zero pressure is equal to the p ressu re of the ear th ' s atmosphere. 
The absolute system of measurement is usually employed in scientific work, 
particularly when a high degree of accuracy is required. 

Just as there are several types of instruments used for measuring 
temperature, so there are many instruments for measuring p re s su re . Since 
there are several units of force and several units of a rea , a variety of units 
of pressure have evolved. One common unit of p re s su re is "pounds per 
square inch." The various units a r i se because, in scientific work, it is con
venient and accurate to measure p ressu re in t e rms of the height of a column 
of fluid which can be supported by a given p re s su re . One of the simplest in
struments used is a barometer. A barometer may be constructed by filling 
a glass tube, about 80 cm long (and closed at one end), with mercury , and 
then inverting it and thrusting the open end into a well of mercury . The 
mercury column falls until its weight equals the weight of a column of air 
of cross section equal to that of the mercury column and extending from the 
surface of the mercury in the well to the top of the atmosphere. As the 
weight of the air changes, owing to changes in the atmospheric p res su re , the 
level of the mercury in the tube moves up or down. The height of the mer 
cury column, read from a meter stick placed alongside, thus serves as a 
measure of the atmospheric p ressure . 

The average barometer reading at sea level is 760 mi l l imeters (mm) 
of mercury, a pressure known as the standard atmosphere. It is equivalent 
to 14.7 pounds per square inch (psi) or 1033 grams per square centimeter 
(g/cm ). In other words, on the average, a column of air one square inch in 
cross section and reaching from sea level to the top of the a tmosphere . 
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weighs 14.7 lb, and a column of mercury one square inch in cross section 
and 760 mm high weighs the same amount. The barometer measurement 
gives us a basis for converting other units of p ressure measurement. Some 
of the other units and their conversion factors to psi a re as follows: 

Atmospheres x 14.7 = lb/in.^ 
Centimeters of mercury x 0.1934 = lb/in.^ 
Inches of mercury x 0.4912 = lb/in.^ 
Inches of water x 0.03613 = lb/in.^ 

0 PRESSURE^ 

u 
PRESSURE 

DIFFERENCE 

Fig. 5.3. Manometers 

5.5 P re s su re -measu r ing Devices 

The manometer (see Figure 5.3) is one of the simplest p re s su re -
measuring devices in use. Basically, this device is usually a U-shaped 
glass tube that is partially filled with mercury, water, or a suitable 
material . If a p re s su re is applied to one side of the column, the level in 

that leg drops, and r i ses on the 
opposite side. The difference be
tween these two levels is directly 
proportional to the applied p r e s 
sure. Considering the applied p r e s 
sure as difference in the height, the 
device tells us that a given pressure 
is capable of supporting a column 
h inches, centimeters, or other 
units of height. The column may 
then be calibrated to read in terms 
of the desired pressure units. Such 

a p ressu re will by necessity be read in the gage system, as one leg of the 
u ' tube^rs subjected to the atmospheric p ressure . To P - ^ ^ ^ ^ ^ / - - ^ J ^ f 
in the absolute system, it would be necessary to close one end of the tube, 
and seal it off from the atmosphere. This closed end must be completely 
evacuated or the p ressu re of the trapped air must be taken mto considera-
Ton ^n the determination of the applied p ressure . The pressure itself may 
be computed by multiplying the density of the liquid by the difference m 
height. 

-«-" -xtXiTst 'T:""".'ZS;.'S r.'.i; tiro. 
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l inkage be tween the d i a p h r a g m and a p o i n t e r and s c a l e . As a f o r c e is 
app l ied , the d i a p h r a g m m o v e s and the mo t ion is t r a n s l a t e d to the p o i n t e r , 
which m o v e s a c r o s s a s c a l e c a l i b r a t e d to r e a d in t e r m s of p r e s s u r e . 

N O PRESSURE 

Diaphragm under Atmospheric Pressure Diaphragm under "X" Pressure 

(A) (B) 

F ig . 5.4A&B. D i a p h r a g m P r e s s u r e Gage 

Sti l l ano the r p r e s s u r e - m e a s u r i n g dev ice to be c o n s i d e r e d is the 
bel lows (see F i g u r e 5.5). This uni t o p e r a t e s in m u c h the s a m e m a n n e r as 
the d i a p h r a g m . The device is enc lo sed in a s e a l e d c a s e , and a s p r i n g 
m e c h a n i s m is used to con t ro l the amoun t of expans ion o r c o n t r a c t i o n wi th 
changes in p r e s s u r e . The sp r ing p r o v i d e s a g r e a t e r f lex ib i l i ty in the r ange 
of p r e s s u r e s that may be m e a s u r e d , a s it m a y be ad jus ted to m a k e the d e 
s i r e d range e i the r high or low. As e i t h e r a pos i t i ve o r nega t ive p r e s s u r e 
is appl ied, the bel lows move in or out, and the m o v e m e n t i s t r a n s l a t e d to 
a m e c h a n i c a l dev ice , which m o v e s a p o i n t e r a c r o s s a c a l i b r a t e d s c a l e . The 
bel lows has a g r e a t e r m e c h a n i c a l advan tage of mo t ion than does the d i a 
p h r a g m . P r e s s u r e s a r e n o r m a l l y r e a d in the gage s y s t e m , but m a y a l s o 
be m e a s u r e d in the abso lu te s y s t e m , by us ing a second be l lows in s e r i e s , 
f rom which a l l a i r has been evacua ted . 

I'^A^^A 

ATMOSPHERIC PRESSURE HA- J ' 
1 \ ADDITI 

ONAL PRESSURE 

r A A ^ / V ^ 

(A) (B) 

F ig . 5.5A&B. Bel lows P r e s s u r e Gages 

The final p r e s s u r e - m e a s u r i n g dev ice that wi l l be d i s c u s s e d is ca l l ed 
the Bourdon tube (see F i g u r e 5.6). B a s i c a l l y , th is dev i ce c o n s i s t s of a 
s p i r a l tube, n o r m a l l y e l l i p t i ca l in shape , and a p p r o p r i a t e m e c h a n i c a l e q u i p 
ment . The tube is c losed at one end and then c u r v e d into a s p i r a l f o r m . 
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ATMOSPHERIC 
PRESSURE 

ADDITIONAL 
PRESSURE 

Fig . 5.6. B o u r d o n Tube 

When a p r e s s u r e is app l i ed to the open end of the B o u r d o n tube , the s p i r a l 
shape t e n d s to unwind. A s p r i n g m e c h a n i s m m a y be a t t a c h e d to a po in te r , 
which wi l l t r a n s l a t e the unwinding of the tube to a s c a l e , which is c a l i b r a t e d 

to r e a d in t e r m s of p r e s s u r e . The 
p r e s s u r e is r e a d in the gage s y s t e m , 
and the B o u r d o n tube m a y be u s e d to 
m e a s u r e p r e s s u r e s both above and 
be low a t m o s p h e r i c . 

As w a s t r u e of t e m p e r a t u r e 
m e a s u r e m e n t , the d i f f e ren t i a l p r e s 
s u r e can p r o v i d e c e r t a i n i m p o r t a n t 
i n f o r m a t i o n on r e a c t o r behav iou r . 
T h r e e of the d e v i c e s j u s t d i s c u s s e d , 
n a m e l y , the d i a p h r a g m , m a n o m e t e r , 

and b e l l o w s , a d a p t r e a d i l y to th i s type of d i f f e ren t i a l m e a s u r e m e n t . In the 
c a s e of the m a n o m e t e r , the two p r e s s u r e s to be m e a s u r e d a r e connec ted to 
the two ends of the U tube . The d i f f e rence in he igh t of the two legs then 
b e c o m e s an i n d i c a t i o n of p r e s s u r e d i f f e ren t i a l . 

In c o n s i d e r i n g the d i a p h r a g m and be l lows ( see F i g u r e s 5.7 and 5.8), 
the s i t ua t i on is s o m e w h a t d i f fe ren t . If the d i a p h r a g m is u sed , the two p r e s 
s u r e s a r e app l i ed to the oppos i t e ends of the d i a p h r a g m . The s a m e a r r a n g e 
m e n t wi l l w o r k wi th the b e l l o w s , but g e n e r a l l y a s e p a r a t e be l lows is used 
for e a c h of the two p r e s s u r e s to be m e a s u r e d . T h e s e d e v i c e s a r e not a lways 
connec ted d i r e c t l y to a s c a l e , but r a t h e r s i g n a l s a r e t r a n s m i t t e d to an e l e c 
t r o n i c d e v i c e which h a s the ab i l i ty to t r a n s l a t e the v a r i o u s s igna l s into the 
d e s i r e d u n i t s . T h i s dev i ce is s o m e t i m e s a d i f f e ren t i a l t r a n s f o r m e r The 
uni t c o n s i s t s of two co i l s of w i r e and a movab l e s lug , which is a t t a ched to 
the a c t u a l m e a s u r i n g d e v i c e . As the d i a p h r a g m or be l lows m o v e s , the slug 
m o v e s up o r down the c e n t e r of the two c o i l s , and the coupling is v a r i e d . 
K an AC s i g n a l i s app l i ed to one co i l , the o t h e r coi l wi l l y ie ld an AC s igna l 
TMS t 5 n a f " s p r o p o r t i o n a l to the r e l a t i v e pos i t i on of the m e t a l l i c s lug. Th i s 
S n a ' s m e a s u r e d and r e l a t e d to the p h y s i c a l pos i t ion of the d i a p h r a g m or 
beUow To m e a s u r e d i f f e ren t i a l p r e s s u r e s wi th th is type of dev ice , a d i a -
p h r a g r ^ wi th two c h a m b e r s m i g h t be u sed . Of c o u r s e , the o r d i n a r y p r e s s u r e 

Fig. 5.7. Differenual Pressure Meas
urement - Diaphragm 

SPRINGS 

Fig. 5.8. Differential Pressure Measure
ment - Bellows 
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gage may also use an electr ical t ransmiss ion for measurement . The posi
tion of the diaphragm is related to the p ressu re difference between the two 
chambers. A mechanical means is used to send the actual movement to the 
t ransformer, and the signal is transmitted. 

To use a bellows arrangement, two separate bellows a re employed. 
The applied force will push the bellows in either of the two direct ions. The 
center connector will move back and forth, due to differential p r e s su re , and 
this movement may be t ransferred to the differential t ransformer . It should 
be apparent that in reactor work we are readily able to obtain differential 
p ressures and temperatures as well as the absolute tempera tures and p res 
sures themselves. 

5.6 Liquid Flow and Units 

Another important variable that is measured in and around a reactor 
is flow. This discussion will be limited to descriptions of liquid flow and 
the various devices necessary in flow measurement . Liquid flows in pr i 
mary, secondary, and other support systems are commonly measured in 
reactor work. The flow rate in the pr imary system is especially important 
in computation of the reactor power level. In discussing flow measurement, 
it becomes necessary to differentiate between the measurement of flow rate 
and flow volume. Flow volume is simply a measurement of the total volume 
in gallons or other convenient units. Ordinary water mete rs yield this type 
of measurement, and in certain reactor measurements this type of device 
will suffice. Generally speaking, however, a flow rate or a volume passing 
a given point per unit time is measured. The units of flow are measured in 
terms of a given mass or volume per unit t ime. Reactor rate of flow instru
ments are almost always calibrated in units of the number of gallons per 
minute. 

5.7 Liquid Flow-measuring Devices 

Such measuring devices as the orifice, nozzle, and venturi operate 
under the same basic principle. This principle states that a p re s su re drop 
caused by a restr ict ion in flow is proportional to the actual flow. The r e 
lationship may be expressed by the formula 

Q = K^H 

where Q is the flow rate, K a constant depending upon charac ter is t ics of 
the installation (including the specific gravity of the liquid being measured), 
and H IS the pressure drop across the artificial restr ic t ion. 

The first measuring device to be discussed which uses this principle 
IS the orifice (see Figure 5.9). The orifice is simply a thin stainless steel 
plate. The plate is designed with a predetermined opening for a par t icular 
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Fig. 5.9. Sharp-edged Orifice 
Flowmeter 

size piping scheme. Information is provided by the manufacturer as to the • 
p ressu re drop caused by the restr ic t ion, and this information is used in 
calibrating the electronic recording instruments . To measure the flow rate 

in a part icular system, the orifice 
plate is installed in the piping be
tween two flanges, and the drop in 
p ressu re across the orifice may be 
related to flow by the formula pre 
viously mentioned. Normally, the 
opening in the orifice is circular and 
located in the center of the plate. 
This arrangement is not mandatory, 
and, indeed, orifices a re made in 
square, triangular, and elliptical 
shapes. The orifice may be changed 

in shape and location, as requirements of a particular reactor system de
mand. If the liquid to be measured contains a great deal of particulate 
matter , it may be necessary to use a segmental orifice, almost flush with 
the bottom of the pipe to prevent clogging of the system. 

A second device, called the nozzle, is quite similar to the orifice 
plate. In reality, it is an orifice plate with flared or rounded approach 
sections. This device behaves in a manner similar to the orifice plate, 
and the flow rate is calculated by the same formula; Q = KVH, but dif
ferent constants K must be used. The device is somewhat more efficient 
than the orifice and is part icularly advantageous in reactor systems m 
which the liquid medium contains solids in suspension. In the orifice plate, 
solids can easily dam up behind the plate, producing a clogging of the sys
tem whereas the rounded or tapered sections of the nozzle provide greater 
freedom of motion. The requirements of the system will determine the 
specific measuring device used. 

The best device of this type that we will consider is the venturi (see 
Figure 5.10). This unit is by far the most efficient of the three. Its mam 
disadvantage is one of cost and size. The unit itself is bulkier than the 
orifice and nozzle devices, and may present mstallation difficulties. The 

venturi consists of two tapered sec
tions of piping placed together in a 
manner which results in a continuous 
tapered restriction. The pressure 
drop is measured between the up
s t ream portion of flow and the throat 
of the venturi. 

•/ //^ / / ^ . 

Fig. 5.10. Venturi Meter 

It is relatively easy to obtain 
a pressure drop across a restriction 



and to use this pressure difference in computation of flow rate . It would 
not be convenient or practical to use a formula each time knowledge of a 
given flow becomes necessary. To accomplish this, the differential p r e s 
sure is usually measured by an instrument such as the diaphragm. Gener
ally, the diaphragm is connected to the recording instrument by means of 
an electrical or pneumatic device. To calibrate the instruments, it is nec
essary to think in terms of the formula for calculating flow rate and to ex
tract the square root of the differential p ressure . This may be done either 
electrically or mechanically, or by simply calibrating the scale with square-
root graduations. Again, requirements of the system dictate the method to 
be used. 

The rotameter (see Figure 5.11) is still another important flow-
measuring device. These units may vary somewhat in their general appear
ance, but are all basically alike in method of operation. The rotameter is 
composed of a float of some given weight. The float is free to move through

out a vertical plane within a metal tube or tapered 
glass. The smaller section of the tapered tube is 
at the lower end, and liquid is free to flow in and 
through the unit. As the liquid to be measured 
enters the rotameter , it exerts a certain pressure 
upon the float. This pressure causes the float to 
r ise, and, as it r ises the annular area between the 
float and the tapered tube increases . (Observe that 
the direction of flow is upward.) When the area in
creases , the pressure drop created by the r e s t r i c 
tion formed by the float, and the tube of course, 
decreases . At some point, the weight of the float 
will be exactly balanced by the differential pressure , 
and the motion of the float will be a r res ted . The 
rate of flow will be indicated by the position of the 
float. If the tapered unit is made of glass , this sec
tion may be calibrated in te rms of flow rate and 

read directly from the position of the float. When metallic sections a re 
used, mechanical or electrical devices become necessary in determination 
of float location. The calibration of the instrument depends upon the taper 
of the tube section, weight and shape of the float mechanism, and the specific 
gravity of the liquid to be measured. 

Fig. 5.11. 

Rotameter Flow 
Measurement 

The last flow-measuring device to be considered in this discussion 
IS the turbine (see Figure 5.12). These devices a re based upon the principle 
that a fixed device installed with a provision for rotational movement within 
a flow stream will move at an angular velocity proportional to the flow rate. 
The turbine, then, is a propeller-type device installed at some point in the 
piping system where flow measurements are required. 
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Fig. 5.12. Turbine-type Flowmeter 

As the liquid flows through 
the pipe, a force is exerted upon 
the turbine blades. This force 
causes the blades to rotate, and the 
angular velocity of the blades is 
proportional to the actual flow rate 
of the liquid. A unit of this kind, 
well constructed and accurately 
calibrated, is capable of measuring 
flow rates within one per cent or 
even better. This high degree of 
accuracy usually justifies the higher 
cost of this type of measuring device. 

To provide a means of measuring the rotational velocity of the propellor 
blades, magnets a re attached to one or more of the vanes. As the magnet 
rotates with the vane, it passes a stationary pick up coil. Each time the 
magnet passes this coil, a small voltage is induced. An electronic device 
capable of counting these voltage pulses generates an output voltage which 
is proportional to the actual speed of the turbine. An appropriate voltage-
measuring device calibrated in units of flow rate may then be used. As 
previously stated, these units will normally be in gallons per minute. 

5.8 Liquid Levels and Units 

Throughout the various reactor systems, liquids are used. The r e 
actor vessel contains a suitable moderator in the form of a liquid, and var i 
ous liquids a re stored in expansion tanks, dump tanks, and the like. The 
reactor operator must be aware of liquid-level status in these a reas , and 
it is necessary to develop a convenient method of level measurement m 
these a reas . If storage tanks were easily accessible to the operating group, 
a simple measuring device would be of the familiar dip-stick or ru er type^ 
This method, however, is not feasible in reactor work The normal method 
in measuring liquid level is in te rms of the height of the liquid. 

5.9 Devices for Measurement of Liquid Level 

One of the simplest type of level gages currently in use is the sight 
elass (see Figure 5.13). This device resembles a manometer and in reality 
fs one leg with the other leg of manometer being the tank itself^ The main 

vrrJ^nn for this tvpe of device is that the level in the stand pipe must 
r r r r l e J e l " : r of the tank. The level of t - H q i ^ d present in the 
sight gage var ies in the same manner as the level m the tank. A suitable 
sctle^ll be etched on the glass itself, either to measure the liquid level 
in t e rms of height or by calculation of the amount of liquid m gallons. 



Fig. 5.13. 

Liquid-level Measure
ment by Sight Glass 

A second simple level indicator to be 
discussed is the float (see Figure 5.14). These 
devices are used in reactor tower basins to 
maintain preset water levels and for other ap
plications. A mechanical device connects the 
float unit to the core section of a differential 
t ransformer. The float, generally constructed 
of aluminum, is joined to the t ransformer with 
a movable rod. As the liquid level changes, the 
rod moves either up or down within the t r ans 
former and changes its inductance. This in
ductance change is proportional to the amount 
of core present \vithin the coils, and this 

amount is proportional to the level of the measured liquid. 

DIFFERENTIAL 
TRANSFORMER 

E Z ^ 

IRON CORE ROD 

Fig . 5.14. L i q u i d - l e v e l M e a s u r e 
m e n t by F l o a t 

Although the s ight g l a s s and ™"-5 
float a r e the m o s t d i r e c t m e a n s of W//////L///777 
measuring liquid level, p ressures 
may also be used to determine liquid 
levels. Anytype of p res su re -meas -
uring device may be positioned in a 
lower portion of the vessel contain
ing a liquid to be measured and r e 
calibrated in terms of height instead 
of pressure . Caution must be exer
cised, however, if the measuring 
device is located at a point above 
the bottom of the vessel. Generally, 
a differential pressure device will 
be employed because in most cases 
the atmosphere above the level of 

the liquid in the vessel will be slightly pressurized. To relay the position 
and movement of a diaphragm or bellows in this type of arrangement, the 
movement is translated into an electrical signal by either a differential 
transformer or a strain gage. Basically, the strain gage is a device which 
changes in electrical resistance as it is deformed. The strain gage is at
tached to the diaphragm or bellows, and as these devices become subjected 
to pressures , also becomes distorted. The distortion al ters the electr ical 
resistance of the strain gage. Recording instructions may then be calibrated 
to read level in terms of electrical resis tance. Whenever a liquid level is 
measured by means of a pressure-measur ing device, corrections must be 
made to compensate for any fluctuation in the density of the liquid due to 
changes in temperature, as the actual measurement involves the weight of 
the liquid. If the density of the liquid is changed, the indicated height will 
also change. 

file:///vithin
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Fig. 5.15. Bubbler Device 

One of the more complex 
level-indicating devices consists of 
a tube or probe immersed in the 
liquid whose level is to be measured 
(see Figure 5.15). The inlet of the 
probe is pressur ized, which causes 
a bubbling of gas up and through the 
liquid. The p ressures required to 
cause a constant rate of gas flow 
are proportional to the height of the 
liquid above the bottom of the tube. 
A device is used to vary the gas 
p ressure and keep the flow constant. 

Of course, the higher the level, the higher will be the pressure to cause 
bubbling of gas. This p ressu re may be measured with appropriate pressure 
instruments, calibrated in te rms of the liquid level. 

The last level-measuring gage to be considered operates upon the 
principle of the electr ical capacitance effect. The capacitance of a suitable 
condenser probe will vary with the level of the liquid being measured, and 
the measurement of capacitance will yield a direct level reading. To use 
this type of instrument, generally, two electrodes are placed in the liquid 
to be measured. These electrodes or conductors form the plates of a 
capacitor and the liquid acts as a dielectric. The capacity measured 
across these conductors will vary with the height of the liquid. Essentially, 
the ratio of a i r to liquid is changed, and the dielectric constant is measured. 
If the temperature of the liquid changes, the dielectric constant will be 
changed, and correct ion factors will be needed. As only capacity is being 
measured, the probes may be insulated with materials such as Teflon to 
prevent corrosive effects on the probe units. The advantage of this type of 
measurement is one of simplicity. The device has no moving parts and 
may be readily located within a pressurized system. In addition, changes 
in atmospheric p re s su re will not affect instrument accuracy. 
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CHAPTER VI 

NUCLEAR INSTRUMENTS 

6.0 Necessity of Nuclear Detectors and Ranges 

Some of the more basic principles of nuclear fission, reactor 
design, support sys tems, shielding, and temperature and pressure meas 
urements have been discussed. Nuclear detectors or instruments are 
generally considered as instruments that will detect nuclear part icles or 
the emissions from various nuclei within the reactor . Nuclear instruments 
measure neutrons and gamma rays . It may generally be assumed that the 
power level of a reactor is proportional to the number of neutrons in its 
core. Of course, operating conditions ar ise in which the relationship be
tween numbers of neutrons and power is much more complex, but for the 
purposes of this book the assumption of direct proportionality will be 
taken as correct . 

A problem exists in measuring a given fixed fraction of the reactor 
neutrons with conventional nuclear detectors, and then relating the output 
to reactor power. To star t with, it may be assumed that the neutron-flux 
distribution in a reactor is not constant, but will vary with time and posi
tion in the core . To obtain a power level directly, it becomes necessary 
to measure neutron flux continuously. To accomplish this measurement, 
a large number of detectors may be placed uniformly throughout the core, 
and an average taken of their individual output readings; secondly, a de
tector might be placed far enough away from the core so that the core may 
be considered as a neutron point source, and then local neutron-density 
variations in the core will become insignificant. As in other reactor work, 
both methods require certain compromises to be at all applicable. 

The fact that detecting instruments are usually located at some 
distance from the reactor places limitations upon instrument sensitivity 
and range. Remember that a nuclear reactor is never really shut off, but 
just shutdown. In a conventional plant whose normal power or heat output 
might be 5,000 kw, if the output is shut down to 1 kw, the plant would be 
considered essentially shut off and could be ignored. This is not true m 
nuclear operation for the case of a nuclear reactor operating at the same 
level One kilowatt still corresponds to a great number of neutrons. Recal 
the unique neutron-multiplying character is t ics of the medium at any level 
(see Sections 1-8 and 19). 

As a reactor is capable of creating a multiplication factor greater 
than unity, the neutrons must be continuously monitored for safety reasons. 
The r e a c t ; r operator needs a constant automatic method of mom oring m-
ternal reactor behavior. Neutrons, then, must be monitored at all t imes 
and a all levels . In the case of power reactors , requirements may call 
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for instruments having a range of as much as 10 decades to provide 
complete coverage of the entire range from source strength to full 
operating level. 

Unfortunately, no one present-day 
instrument is capable of covering such a wide 
range. Detectors usually can operate effectively 
over only three, or at most four, decades. Con
sequently, to cover the wide requirements of a 
nuclear reactor , complete coverage must be 
obtained by using many instruments with over
lapping ranges. Figure 6.0 indicates the multiple 
instrument system. 

2000 Kw 
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20 Kw 

2000 w 
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ICrltical) 

Shut Down 

1 High Flux 
>- Ionization 

J Chambers 

1 Linear Flux 
[ Chambers 

Y Pulse Counters 

Uncompensated 
- Ionization 

Chambers 

Compensated 
- Ionization — 

Chambers The e n t i r e r a n g e f r o m s o u r c e s t r e n g t h 
to o p e r a t i n g l eve l i s d iv ided into d e c a d e s , and 
spec i f ic types of i n s t r u m e n t s a r e a s s i g n e d for 
ope ra t i on a t a l l of the g iven l e v e l s . You wi l l 
note that in th i s s c h e m e the r e a c t o r b e c o m e s 
c r i t i c a l seven d e c a d e s be low the a c t u a l o p e r a t 
ing l eve l . Below the c r i t i c a l r a n g e and a t the 
shutdown l e v e l , c o u n t e r s a r e u s e d . Above the 
c r i t i c a l l e v e l , by n e c e s s i t y , i on i za t i on c h a m b e r s 

a r e u s e d . These c h a m b e r s m u s t be divided into two c l a s s e s , a c c o r d i n g to 
sens i t iv i ty . High-f lux ion iza t ion c h a m b e r s c o v e r the u p p e r two and 
one-hal f decades of ope ra t i on . L i n e a r flux c h a m b e r s c o v e r a l l the i n -
be tween r a n g e s above c r i t i c a l . 

Fig. 6.0. Multiple Instrument 
System 

6.1 The Ionizat ion C h a m b e r - U n c o m p e n s a t e d and C o m p e n s a t e d 

The n e u t r o n - s e n s i t i v e ion iza t ion c h a m b e r is n o r m a l l y u s e d for 
m e a s u r e m e n t of n e u t r o n flux in the i n t e r m e d i a t e and p o w e r r a n g e s . T h e s e 
a r e the i n s t r u m e n t s which a r e u sua l l y connec t ed to the a u t o m a t i c c o n t r o l 
s y s t e m s . 

B e c a u s e the n e u t r o n is an u n c h a r g e d p a r t i c l e , r e c o u r s e m u s t be 
m a d e to an i n t e r m e d i a t e r e a c t i o n p roduc ing c h a r g e d p a r t i c l e s , which m a y 
be de tec ted . C o n s i d e r a c h a r g e d - p a r t i c l e d e t e c t o r ( see F i g u r e 6.1). 
B a s i c a l l y , the d e t e c t o r c o n s i s t s of a c y l i n d e r c l o s e d a t both e n d s . The 
cy l inde r i s f i l led with some su i tab le g a s such as a r g o n , n i t r o g e n , or 
m e t h a n e . A w i r e i s p a s s e d th rough an i n s u l a t o r on the ax i s of the c y l i n d e r 
and m a i n t a i n e d with a nega t ive vo l tage with r e s p e c t to the c y l i n d e r . 

A c h a r g e d p a r t i c l e e n t e r i n g the c h a m b e r s t r i k e s the a t o m s c o m 
posing the g a s and in the p r o c e s s s t r i p s e l e c t r o n s f r o m t h e s e g a s a t o m s . 
This p r o c e s s l e a v e s the g a s a t o m in a s t a t e of p o s i t i v e c h a r g e . Such an 
a tom i s sa id to be " ion ized" and i s often r e f e r r e d to a s a p o s i t i v e ion. 
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As more charged particles enter 
the chamber, more ions are created. 
As a result, the chamber will con
tain a number of positively charged 
ions and also free, negatively 
charged electrons. As the wire 
through the cylinder is maintained 
with a negative voltage, the positive 
ions will be swept toward it. The 
negatively charged ions will be at
tracted to the positive charge main-

Fig. 6.1. Charged-particle Detector ^^.^^^ ^^ ^^^ surface of the cylinder. 

It should be apparent that with a sufficient number of charged particles, 
the center wire will tend to become positive, and the electrons will flow 
in an external circuit to neutralize the central wire. 

A micromicroammeter may be installed in the external circuit to 
measure the flow of electrons. When a continuous flow is produced, this 
flow will be proportional to the flux of the charged particles entering the 
cylinder, and thus a measurement is provided of charged-particle flux. 

We have stated that the neutron carries no electrical charge. 
Obviously, in measuring neutron flux for power level and control purposes, 
a method must be devised to cause the neutron to produce charged particles 
The neutron ionization chamber will accomplish this. Basically, the ioni
zation chamber consists of the charged-particle detection unit just dis
cussed but the system will not work unless there is an intermediate step 
in which neutrons produce charged particles. To accomplish this, the 
detector consists of chambers in which large surfaces may be coated with 
boron-10 and the ionization from the recoil alpha particles agam collected 
as current. The actual nuclear reaction occurring is 

151° + n ' UB"] ,Li^ + zHê  

This reaction occurs in an ionization chamber when neutrons come in 
contact with boron-10, either as boron plated on the electrodes or as 
::ron rmuoride (BF3) in the chamber gas. The neutron comes withm the 
sphere of physical influence - ^ ^ r o n atom and is - s ^ - - ^ ^ ^ ^ ^ 

atom ^^•^^-^^if.l^'^^l^.Zl'l^ nuclei. You will recall 
L l t h r h e u r ^ ^ c t u ™ Simply an alpha particle, which has a positive 

charge. The reaction may be written m shorthand form 

sB'" (n,a) 3Li' 

ents the bombarding particle and alpha the 
r : ^ : : ; p : r t : r : S : ^ ^ ^ o n - i s - o f t e n referred to as an "n, alpha reaction." 



72 

L .BORON LINING 

' - / 

/ " 
|t 

V* 
t 

/ 

I 

F i g . 6.2 

U n c o m p e n s a t e d Ioniza t ion C h a m b e r 

The u n c o m p e n s a t e d i o n i z a 
t ion c h a m b e r (see F i g u r e 6.2), t hen , 
i s s i m p l y a c h a r g e d - p a r t i c l e d e t e c 
t o r b a s e d on an n - a l p h a r e a c t i o n for 
the m e a s u r e m e n t of n e u t r o n flux. 
The n e u t r o n s p r o d u c e a l p h a p a r t i c l e s 
which p r o d u c e a c u r r e n t v i a i o n i z a 
t ion of g a s m o l e c u l e s . The c u r r e n t 
i s p r o p o r t i o n a l to n e u t r o n flux and 
m a y be m e a s u r e d by su i t ab l e i n s t r u 
m e n t s . The i on i za t i on c h a m b e r 
p r o d u c e s a DC c u r r e n t which the 
m e a s u r i n g dev ice r e q u i r e s to function 

p r o p e r l y . At s u b c r i t i c a l power l e v e l s the ion iza t ion c h a m b e r p r o d u c e s a 
pu l sa t ing c u r r e n t due to the low n e u t r o n i n t e n s i t y , and so i t c anno t be u s e d 
in th i s r eg ion . 

G a m m a r a y s a l so have the abi l i ty to ionize a t o m s , and, u n f o r t u n a t e l y , 
an u n c o m p e n s a t e d ion iza t ion c h a m b e r d e t e c t s g a m m a r a y s a s 'well a s n e u 
t r o n s . At shutdown l e v e l s , the f i s s ion p r o d u c t s a r e a c o n s i d e r a b l e s o u r c e 
of g a m m a r a y s . At t he se l e v e l s , then, the ion iza t ion c h a m b e r s t i l l p r o d u c e s 
a c u r r e n t . If th is c u r r e n t i s not de l e t ed f r o m the c u r r e n t a c t u a l l y p r o d u c e d 
by incoming n e u t r o n s , changes of n e u t r o n flux dur ing s t a r t u p m a y be c o m 
ple te ly m a s k e d by the g a m m a r a y s . To e l i m i n a t e faul ty r e a d i n g s c a u s e d 
by the p r e s e n c e of g a m m a r a y s , a c o m p e n s a t e d ion iza t ion c h a m b e r ( see 
F i g u r e 6.3) i s c o n s t r u c t e d so tha t g a m m a - r a y - i n d u c e d c u r r e n t s a r e a u t o 
m a t i c a l l y s u b t r a c t e d f r o m to ta l c u r r e n t r e a d i n g s . The r e s u l t i n g n e t 
c u r r e n t p r o d u c e d by the c h a m b e r will r e p r e s e n t only n e u t r o n i n t e r a c t i o n . 

(A) (B) 

F i g . 6.3A&B. G a m m a - c o m p e n s a t e d Ion iza t ion C h a m b e r 

To a c c o m p l i s h t h i s , two iden t i ca l c h a m b e r s a r e c o n s t r u c t e d ( see 
F i g u r e 6.3, A and B). Only the u p p e r c h a m b e r (x) con t a in s a b o r o n coa t ing . 
A pos i t i ve c h a r g e is m a i n t a i n e d on the u p p e r p l a t e and a nega t i ve c h a r g e 
on the lower p l a t e . As the lower sec t ion con ta ins no b o r o n , any c u r r e n t 
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produced will be entirely due to gamma rays (see Figure 6.3A). Any 
gamma-induced positive ions will be repelled by the positive charge in 
the upper chamber toward the common electrode. Conversely, any gamma-
induced electrons in the lower, negatively charged chamber will also be 
repelled towards the common electrode. This results in a current flow 
equal in magnitude, but of opposite charge, with a net result equal to zero 
at the collecting electrode. 

Recall that the upper cylinder contains boron. As neutrons enter 
the chamber, the J B ' " (n,a) jLi ' reaction occurs, and additional positive 
charges are produced within the chamber (see Figure 6.3B). These charges 
result in further collection at the common electrode, and an external cur
rent will flow which may be measured as neutron-produced current. 

Both compensated and uncompensated detection units are used in 
reactor work. In upper power regions, uncompensated chambers are used, 
as the neutron flux is of sufficient intensity that the gamma current is in
significant. The lower regions require the use of compensated chambers 
due to the intensity of gamma rays versus neutron intensity. 

6.2 The BF3 Proportional Counter 

We have stated that the ionization chamber produces a continuous 
current In radiation fields not high enough to produce this current, counters 
must be used to detect individual neutrons present. The most sensitive 
type of pulse-counting instrument is the BF3 counter. The BF3 proportional 
counter, in common with most of the other neutron detectors, relies on the 
detection of ionized part icles which are produced by the now familiar 

B'" (n,a) Li'' reaction. 
Briefly, the counter (see 

Figure 6.4) consists of a metal cylin
der with a wire of small diameter 
suspended coaxially within the cylinder. 
In a counter the wire is always positive 
and maintained at a high potential. This 
cylinder is usually filled with a gas 
containing boron trifluoride (BF3). This 
gas is ionized by the alpha particle 
emitted in the reaction. The electrons 
formed from the pr imary ionization are 

accelerated towards the collecting electrode by the electric field in the 
accelerated tow electrons acquire sufficient energy to ionize 
counter. In doing - ; ; ^ - ^ % ^ ^ \ ; , I , , the total number of electrons 
other - ° l - ^ \ ! ^ ^ - J ^ f ° ; ipp,oached. If we limit the process to one particle 

X S ; ^ : r " ^ r : ^ " ; ^ ^ e c t r o n s ^ n a cascading effect. This 

Fig. 6.4. BF3 Proportional Counter 
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process is called "gas multiplication." When large numbers of electrons 
are collected at the electrode, the voltage of the wire will change abruptly. 
When all of the available ions have been collected, the counter re turns to 
a quiescent state, until another ionizing particle enters the chamber. The 
rate at which these pulses appear upon a measuring instrument is a l inear 
function of the neutron-flux level in which the counter is located. 

A typical voltage pulse as it would 
appear upon the wire is depicted inFigure 6.5. 
This pulse may be coupled to an appropriate 
counting circuit, and in this manner individual 
part icles may be counted. It is not necessa ry 
to compensate a counter of this type, as the 
difference between neutron and gamma pulses 
is readily distinguished. To facilitate gas 
multiplication, the BF3 counter operates with 
very high potentials. These instruments are 
always turned off as soon as they have ful
filled their startup functions. Due to the 
large gas multiplication in a pulse counter, 

the instrument may not be used for high flux measurement . They will be 
damaged if left turned on in a high flux. 

Fig. 6.5 

Neutron and Gamma Pulses 

AH of the detection devices discussed in this chapter will also 
count gamma radiation. To accomplish this, a chamber is designed in 
which materials are chosen that will enhance sensitivity to gamma rays; 
the use of heavy gases within the chamber and of heavy metals for the 
electrodes will increase this sensitivity. The requirements for any r e 
actor control instrument include high neutron sensitivity, gamma-radiat ion 
insensitivity, or, if gamma radiation is to be measured, the opposite ef
fect, and construction to be such that neutron-induced radioactivity in the 
detector be held at a minimum. 

6.3 Detector Circuits 

We have discussed the currents produced by various nuclear de
tectors. Different circuits are necessary to measure these currents . 
Generally, the current produced in an ionization chamber is passed through 
a res is tor , which then produces a voltage across the res i s tor . The volt
age produced is proportional to the current flowing from the chamber. 
The voltage may then be amplified to a level capable of operating recorders 
or trip circuits. 

Consider the system illustrated in Figure 6.6. The collecting 
electrode is joined to a res is tor which is connected to ground. A power 
supply, such as a battery, supplies the voltage for the circuit. Current 
flows through the electrode, which causes a voltage to be produced ac ross 
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I0'2 ohm 
RESISTOR 

t 10-

the res i s tor . This voltage is measured. If 
a current of 10"'^ amp is flowing from the 
electrode through a lO'^-ohm resis tor , the 
net measured result is one volt. This is 
the manner in which most current meas
uring circuits operate. If it is necessary 
to change the detection range, the resis tor 
is changed. 

Fig. 6.6 

Chamber-cur rent -
measuring Circuit 

When pulse counters are used, 
scalers are normally placed in conjunction 
with the counter to record pulses. The 
scaler is a device which will record one 
pulse after a given number of pulses are 
put into it. For example, a one-decade 

scaler yields one pulse for every ten pulses put into the device. Most 
scalers used in nuclear work are of the three-decade type. This device 
is necessary to keep mechanical reg is te rs , which are only capable of 
counting a limited number of pulses per second, from jamming. 

Another device which takes pulses and measures the rate at which 
they occur is the count rate meter . These instruments are efficient only 
at pulse ra tes greater than several per second and are not nearly as ac
curate as the scaler , which records individual pulses. 

6.4 Flux Channels 

Let us now consider some of the instruments necessary both to 
measure neutron flux within a reactor and to act in shutting the - - t o ^ 
down if the neutron intensity reaches a predetermined set point. The first 
instrument to be considered is called the high-flux channel. This type of 
channel is almost never used as an mdicator for reactor power level 
and in general , the channel is used only in the upper two and one-half 
decides of the reactor range. The complete channel consists of an lom-
zatTon chamber, of the uncompensated variety, which is connected to an 
ampmier The amplifier takes the chamber current and produces a volt-
amplitier. i n P incoming current. It has been previously noted 
age P - P - \°";j;°^f^^\^^^'^°r;roportional to the neutron flux. The voltage 
that this ^°"^g^,.*^^ . f ; ° f . e a c r o r power level. The chamber-produced 
may be used m ^^^i mg the - ^ ^ J ^^^ neutron-induced voltage 

voltage is - - ^ - ^;^"/,^, ; ° I M ^ e trip circuit will operate, allowing 
exceeds some pr set afety ^^^^^^^^^ ^„ , , „ p the safety rods into 

h : : : ? c t o r core automatically providing a reactor shutdown. The high-
fLx channels are usually multiple and failsafe. A failure of one component 
does not leave the reactor unprotected. 
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Linear-flux channels are essentially the same as high-flux channels 
except that they cover a much wider operating range. These channels are 
used to provide the operator with a wide picture of the reactor power level. 
The channel consists of an ionization chamber which is connected to a 
multirange amplifier. The magnified signal goes to a recorder or a gal
vanometer. This type of instrument provides a very accurate readout 
within the calibrated range. 

The last flux channel to be considered in this discussion is called 
a log-flux channel. Very basically, this type of instrument depicts reactor 
neutron flux on a logarithmic scale. In this manner, the operating range 
of neutron flux may be described on one single graphical picture wthout 
making changes in range. The fine details of reactor behavior in a given 
decade are lost, but the instrument does provide a general picture over 
the entire operating range. The ionization chamber in this channel p r o 
duces a current i. which is fed into a logarithmic amplifier. The log 
amplifier in turn produces a voltage proportional to the logarithm of i, 
and this is displayed upon the desired recording instrument. 

6.5 The Period Channel 

Another circuit which is peculiar to reactor control is the period 
channel. This channel yields an output proportional to rate of change of 
neutron level. Period outputs are obtained by first starting with a signal 
proportional to power level. The logarithm of this signal is then obtained 
in a logarithmic amplifier, and finally the time derivative of the logarithmic 
signal is taken to provide an inverse period signal. The hear t of this op
eration is the logarithmic amplifier, which also is used to compress the 
wide range required. Recall that the reactor period may be defined as the 
time required for a reactor to change in power by a factor of e, equal to 
2.718 (see Section 1.10). It should be apparent that a period channel must 
in some manner measure either the period or something that is proportional 
to the period. Review for a moment the equation depicting reactor behavior. 
This equation states that 

P = ^.-'^^ • (6a) 

Upon taking natural logarithm, 

in P = in p . + in e tA ; (̂ ^̂ ) 

therefore, 

in P = in P. + tA . (6c) 

We observe in equation (6c) that the reactor is changing in power level 
from the initial power P^ to the power P. Therefore, the rate of change 
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of (in P) equals rate of change of (in P^) + rate of change of (tA)- The 
initial power is some fixed value, and therefore has no rate of change, 
so rate of change of i n Pi = 0. F r o m calculus, the rate of change of 
X_h = \/T. The final equation then becomes 

Rate of change of (in P) = l A 

The power for this type of equation may be measured at any time 
after the reactor begins to increase power. This power is measured by 
an ionization chamber which produces a current proportional to the neu
tron flux or power. The current produced in the chamber is sent to a 
logarithmic amplifier, which t ranslates this signal into a voltage propor
tional to the logarithm of current i. This voltage leads into a rate-of-
change circuit, whose output voltage is proportional to approximately l/T. 
A trip circuit is attached to this channel and. if the voltage proportional 
to l/T exceeds some prese t level, the circuit will open, allowing the safety 
rods to drop. 

6.6 Automatic Control Circuits - Regulating Rod 

The control circuit for the regulating rod senses the power level 
of a reactor and compares this level with a preset standard current. This 
comparison resul ts in the appropriate motion of the regulating rod to keep 
the currents equal, thus maintaining the predetermined power level. 

An automatic control system usually consists of a control loop 
around the regulating rod and may be operated as either a proportional 
regulating system or as a discontinuous regulating system. A propor
tional regulating system is one in which position of the regulating or 
control rod is changed in proportion to and in phase opposition with any 
e r r o r caused either by changes of power demand or by transient, internal 
svstem changes. On the other hand, a discontinuous regulating system is 
one in which no movement of the regulating rod occurs, unless an e r ro r , 
grea ter in magnitude than some fixed percentage is set up withm the 
control loop. When sufficient deviation from the demand conditions exists, 
the position of the regulating rod is changed at some fixed velocity. In 
i l lustration, the regulating rod at the CP-5 reactor is limited to a motion 
of 0.5 c m / s e c . 

The comparison of the two currents , ionization chamber and 
t H = .H is of ereat importance, and its function is twofold. F i r s t , it 

standard, is ol great imp p„en t i a l lv the subtraction between the 
• j ^ ^ -i-î o-i- fh^ p r ro r sienai is esseniiaiiy LUC =>i-twi,xo. 

^u ;^ : o ;h :n 'u t :o : -de te^c tor signal and a power-demand signal; secondly, 
It is used to compensate for the nonlinearity of a reactor. 

A simple control circuit for the regulating rod is shown in Figure 6.7. 
^'"V'^ ,,r,lt-acre VxD power voltage) across a 

res i s to r . 



Another voltage, the demand voltage Vjj, is produced across a second 
resistor with a suitable power supply as the point of origin. The second 
resistor contains a variable slider device that allows adjustment for 
various demand voltages. Both voltages are compared in a differential 
amplifier which supplies power to the regulating rod motor. So, if 

1. Vp is greater than demand power Vjj, the rod runs into the 
core, decreasing reactivity. 

2. Vp is less than Vjj, the rod runs out, increasing reactivity. 

3. Vp is equal to VQ, the motion is halted. 

Fig. 6.7 
REGULATING 

"?° Automatic Control Circuit 

6.7 Reliability of Safety Systems 

In closing, we might briefly discuss some of the problems of 
design of reactor safety circuits. The paramount factor when a scramming 
situation exists is that the odds of the system failing to respond must be 
extremely small. A corollary nuisance item is created because for reac
tor efficiency the number of false scrams must also be small. 

We have two basic situations which must be considered in reactor 
design. First, the reactor with large negative temperature coefficients 
and small excess reactivities will help to protect itself in most emergency 
situations. Other types of reactors cannot depend on this built-in protec
tion, and additional external scramming circuits must be provided. Of 
course, external scram circuits must be furnished in the first case, but 
here the reliability of the circuits does not have to be quite as great. 

It should be obvious that completely failsafe circuits cannot be 
developed without a reactor being occasionally shutdownby false scrams 
One method of minimizing the number of these scrams would be to provide 
duplicate channel equipment of all reasonable scramming functions and 
then make each channel out of the best and most reliable components. The 
reactor can run on one set of components while the other units are being 
checked out or repaired. The use of any particular scheme of safety 
circuits will be determined by the needs of a particular reactor You as 
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an operator , will possibly be in a position to increase reactor economy by 
thoroughly learning the nuclear instrumentation of your assigned reactor. 

The amplification, counting, differentiating, and integrating c i r 
cuits which follow all of the detecting elements just described are complex 
subjects, and considerable l i tera ture is available on design and use. All 
of these circui ts fall into two categories: pulse-counting and current-
measuring types. The essential thing to remember from a control point 
of view is that the output of these circuits is always in the form of an 
electr ical signal, which is in some manner proportional to the neutron 
level in the reactor . At this point, you are aware of some of the com
plexities in any reactor . Fundamentally the limit on the power output or 
operating level of the research reactor is twofold; first, the requirements 
of the various research groups and. more importantly that concerned with 
the tempera ture . Temperature distribution greatly depends upon the 
position of the control rods, and it is possible to make a reactor critical 
with many different combinations of control-rod configurations. We might 
point out that an aler t operator will occasionally t r im rod positions to 
keep the reactor always in the best possible flux configuration for the 
established operating conditions. Refer to this information frequently, 
and as your knowledge increases , move on to further research material . 
Your reactor and shift supervisors are always available to answer any 
questions and problems you may have, regarding reactor work. 
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GLOSSARY 

- A -

ALPHA PARTICLE: A helium nucleus, consisting of two protons and two 
neutrons, with a double positive charge. 

AMPERE: Prac t ica l unit of electric current; the flow of one coulomb/sec. 

AMPLIFIER, LINEAR: A pulse amplifier in which the output pulse height 
is proportional to an input pulse height for a given pulse shape up to a 
point at which the amplifier overloads. 

ANION: Negatively charged ion. 

ANODE: Positive electrode; electrode to which negative ions are attracted. 

ATOM: Smallest particle of an element which is capable of entering into 
a chemical reaction. 

ATOMIC MASS: The mass of a neutral atom of a nuclide, usually expressed 
in t e r m s of atomic mass units. 

ATOMIC MASS UNIT (Symbol AMU): One sixteenth of the mass of one neu
t ra l atom of oxygen-16: equivalent to 1.657 x 10"^ gm, 931 Mev, 
1.49 X 10"^ erg, or 0.999728 atomic weight units. 

ATOMIC NUMBER (Symbol Z): The number of orbital electrons surrounding 
the nucleus of a neutral atom, and the number of protons in the nucleus. 

ATOMIC WEIGHT: The total weight of the nucleus and orbital electrons for 

one atom of a species. 

ATTENUATION: The process by which a beam of radiation is reduced in 
intensity when passing through some mater ial . It is the combination of 
a b s o r ' u o n and scattering processes , and leads to a decrease m flux density 
of the bean when projected through matter . 

AVOGADRO'S NUMBER (6.025 x lO"): Number of atoms in a gram atomic 
w S h t of any element; also, the number of molecules m the gram molecular 
weight of any substance. 

- B -

• „ +1,0 TiT-nhabilitv of a specific nuclear reaction taking 



82 

BEAM: A unidirectional or approximately unidirectional flow of e lec t ro
magnetic radiation or of par t ic les . 

BEAM HOLE: A hole through the shield and usually through the reflector 
of a reactor to permit the escape of a beam of radiation, in par t icular a 
beam of fast neutrons, for experimental purposes. 

BETA PARTICLE: Charged particle emitted from the nucleus of an atom 
and having a mass and charge equal in magnitude to those of the electron. 

CALORIE (Gram calorie): Amount of heat necessary to ra ise the tempera
ture of one gram of water one degree centigrade. 

CAPTURE CROSS SECTION: See cross section. 

CATHODE: Negative electrode; electrode to which positive ions a re 
attracted. 

CATION: Positively charged ion. 

CHAMBER, IONIZATION: An instrument designed to measure quantity of 
ionizing radiation in t e rms of the charge of electricity associated with ions 
produced within a defined volume. 

COLLISION: An encounter between two subatomic part ic les which changes 
the existing momentum and energy conditions. 

COLUMN, THERMAL: A column or large body of moderator , such as 
graphite, extending away from the active section of a nuclear reactor to 
provide near its other end a flux of thermal neutrons of high cadmium ratio, 
i.e., containing few fast or epithermal neutrons. 

COMPTON EFFECT: An attenuation process for X or gamma radiation m 
which an incident photon interacts with an orbital electron to produce a r e 
coil electron and a scattered photon of energy less than the incident photon. 

CONTROL, REACTOR: The purposeful variation of the reactivity of a 
reactor. Absorber control is obtained by variation of the amount of neutron 
absorbers within the reactor . 

COOLANT; A substance, ordinarily fluid, used for cooling any part of the 
reactor m which heat is generated. 

CORE: In a nuclear reactor , the region containing the fissionable mater ia l . 



„„ r^aTti^ulate and electromagnetic radiations COSMIC RAYS: High-energy particulate ajia ei 5 
which originate outside the ear th ' s a tmosphere . 

CRITICAL: Capable of sustaining (at a constant level) a chain reaction 
Prompt cr i t ical is the capability of sustaining a chain reaction without the 
aid of delayed neutrons. 

CROSS SECTION, CAPTURE: The probability that a nucleus will capture 
an incident par t ic le . The unit of measure is commonly the barn (10 c m ) . 

-D-

DELAYED NEUTRON: Neutrons emitted by excited nuclei formed in a 
radioactive process , so-called because they are emitted an appreciable 
time after fission. They are important in control of nuclear reac tors . 

DEUTERIUM: A heavy isotope of hydrogen having one proton and one neutron 

in the nucleus. 

ELECTRON: A negatively charged particle which is a constituent of every 
neutral atom. A unit of negative electricity equal to 4.8 x 10 electro
static unit or 1.6 X 1 0 - ' coulomb. Its mass is 0.000549 atomic mass units. 

ELECTRON VOLT: A unit of energy equal to the amount of energy gained 
by an electron in passing through a potential difference of one volt. 

ELEMENT: Pure substance, consisting of atoms of the same atomic number, 
which cannot be decomposed by ordinary chemical means. 

ENRICHED URANIUM: Uranium in which the abundance of the U"^ isotope 

is increased above normal . 

ERG: Unit of work done by a force of one dyne acting through a distance 

of one cm. 

- F -

of a relatively large amount of energy. 

FISSION PRODUCTS: Elements resulting from fission. 

FISSION Y I E L D : The percentage of fissions leading to a particular nuclide 
by direct formation and by decay of p recu r so r s . 

FLUX: The number of photons or particles flowing per unit time across one 

square cent imeter . 



FUEL, NUCLEAR: Fissionable mater ia l used or usable in producing energy 
in a nuclear reac tor . 

GAMMA, PROMPT: Gamma radiation emitted at the t ime of fission of a 
nucleus, or at the time a nucleus captures a part icle . 

GAMMA RAY: Electromagnetic radiation of short wavelength, with a range 
of wavelengths from 10-* to 1 0 - " cm, emitted from the nucleus. 

GAS MULTIPLICATION: As applied to the gas ionization radiation detect
ing instruments, the ratio of the charge collected to the charge produced by 
the initial ionizing event. 

-H-

HALF-LIFE. RADIOACTIVE: The time required for a radioactive sub
stance to lose 50% of its activity by decay. 

INTERLOCK: A device, usually electrical and (or) mechanical in nature, 
to prevent activation of a control unit until a prel iminary condition has been 
met. Its purpose is usually safety of personnel and equipment. 

ION: An atomic particle, atom, or chemical radical bearing an electr ical 
charge, either positive or negative. 

ION EXCHANGE: A chemical process involving interchange of ions be
tween a solution and a particular solid mater ia l , such as an ion-exchange 
resin, consisting of a matr ix of insoluble mater ia l in terspersed with fixed 
ions of opposite charge. 

IONIZATION: The process or result of any process by which a neutral 
atom or molecule acquires either a positive or a negative charge. 

ISOTOPE: One of several nuclides having the same number of protons in 
their nucleus, and hence having the same atomic number, but differing in 
the number of neutrons, and therefore in the mass number. 

-M-

MASS NUMBER: The number of protons and neutrons in the nucleus of an 
atom. 

MEV: The symbol for one million electron volts. 
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MODERATOR: Materials used in a reactor to moderate , i.e., slow down, 
neutrons from the high energies at which they are released. 

MOLECULAR WEIGHT: The sum of the atomic weights of all the atoms in 

a molecule. 

MOLECULE: The quantity of a compound which can exist by itself and r e 
tain all the proper t ies of the original substance. 

-N-

NEUTRINO: A neutral part icle of very small res t mass postulated to account 
for the continuous distribution of energy among the particles m the beta-
decay p rocess . 

NEUTRON: An elementary nuclear particle with a mass approximately 
equal to that of a hydrogen atom and electrically neutral, " s mass is 
1 008982 atomic mass units. Neutrons are commonly divided into sub-
classifications according to their energies as follows: thermal neutrons, 
around 0.025 ev; intermediate, 10^ to 10^ ev; fast, greater than 0.1 Mev. 

NUCLEUS: That part of an atom in which the total positive electric charge 
and most of the mass are concentrated. 

NUCLIDE- A species of atom character ized by the constitution of its 
Nucleus The nuclear constitution is specified by the number of protons, Z, 
num^rr 'of neutrons, N, and energy content; or, ^"ernative^y. by the atomic 

K 7 rr,p«s number A = (N + Z , and atomic mass . To be regarded as 

iLTe'xc^red nuclear states and unstable intermediates m nuclear reactions 

are not so considered. 

- P -

PAIR PRODUCTION: A» . b . „ p , . . „ P ' ~ " ^ f ' f t r n L T . t ' o ^ h l ' . t o r t -
. h . ta=id.„. photon 1. a „ „ i h i U . , d , „ . h . " ' • " • / , ; ' • " ' , " ; „ ; . ! , . Thl. 

- : r oT:Lro;Tr.^„"rrX"r."r.:iL. I.O/M„. 

2.718). 

oxjr^TOFLECTRIC EFFECT: A process by which a photon ejects an elec
tron f r o t - I t o m . All the energy of the photon is absorbed m ejecting the 
electron and imparting kinetic energy to it. 
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PHOTON: A quantity of electromagnetic energy whose value in ergs is the 
product of its frequency in cycles per second and Planck's constant. The 
equation is E = hv. 

POSITRON: Part icle equal in mass to the electron and having an equal but 
opposite charge. 

PROTON: An elementary nuclear particle with a positive electr ic charge 
equal numerically to the charge of the electron and a mass of 1.007594 
atomic mass units. 

- S -

SCATTERING, COMPTON: The inelastic scattering of a photon through 
interaction with atomic electrons, accompanied by ejection of a recoil elec
tron from the atom with which the interaction occurred. Compton-scattered 
photons car ry away a fraction of the incident photon energy, ranging from an 
average of about 85% of the initial energy for a 0.1-Mev photon to an average 
of about 30% for a 10-Mev photon. 
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